
July 30, 2009 

Ms. Cheryl Heying 
Utah Division of Air Quality 
P.O. Box 144820 
Salt lake City, UT 84114-4820 

Dear Ms. Heying: 

Units One and Two Second Quarter. 2009 Emissions Report 
Operating Permit #270001 0003 

As part of Intermountain Power Service Corporation's reporting requirements for the 
Intermountain Generating Station (IGS), we are submitting Units One and Unit Two Second 
Quarter, 2009, Emissions Report in the ASCII electronic format for your review. The report was 
electronically transmitted to Mr. Norm Erikson of the UDAQ. 

If you have any questions or comments, please contact Mr. Jon P. Christensen, IPSC's 
Superintendent of Technical Services, at (435) 864-6401 . 

Sincerely, 

.,{[~{/1/~ 
George W. Cross 
President & Chief Operations Officer and Responsible Official 
A(:>G 

MAF/BP:jmj 

cc: Saif Mogri 
Blaine lpson 

*EPA Request dated Oct 12, 2010, for Information Pursuant to Section 114. Response #16 of 17 of Appendix B. 
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INTERMOUNTAIN POWEA SERVICE COAPOAATION 

November 3, 2010 

Ms. Cheryl Heying 
Utah Division of Air Quality 
P.O. Bo:x 144820 
Salt Lake City, UT 84114-4820 

Dear Ms. Heying: 

Amended Units One. and Two Second Quarter. 2009 Emissions Report 
OperaljngP~#.27000jOJl03 

As part of Intermountain Power Service Corporation's reporting requirements for the 
Intermountain Generating Station (IGS), we are submitting an amended Units One and Two 
Second Quarter, 2009, Emissions Report in the ASCil efectro.nic format for your review. The 
report was electronically transmitted to Mr. Norm Erikson of the UDAQ. 

If you have any questions or comments, please contact Mr; Jon P. Christensen; IPSC's 
Superintendent of Technical SeiVices, at ( 435) 864~6401. 

~~d~ 
Jon A Finlinson 
President & Chief Operations Officer and Responsible Official 

~BP:jmj 
cc: Saif Magri 

Blaine lpson 
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July 30, 2009 

Ms. Cheryl Heying 
Division of Air Quality 
P.O. Box 144820 
Salt Lake City, Utah 84114-4820 

Dear Ms. Heying: 

Signed Statement. Deviation Report 
Units One and Two Second Quarter 2009 

As required by 40 CFR 60.49a (f)(g), this signed statement is being submitted for Units One and 
Two for the Second Quarter 2009, Quarterly Report. 

1. For any periods for which opacity, sulfur dioxide, or nitrogen oxide emission data are not 
available, changes were not made in the operation of the emission control system. 

2. The required continuous monitoring system calibration, span and drift checks and other 
periodic audits have been perfonned as specified. 

3. The data used to show compliance was obtained in accordance with approved methods 
and procedures of Subpart Da and is representative of plant perfonnance. 

4. The minimum data requirements have been met. 

5. Compliance with the standards has been achieved during the reporting period. 

Under penalty of law, all information contained in the report is truthful and accurate, and is a 
complete record of all monitoring related events which occurred during the reporting period. 

This letter provides notice that this report constitutes a deviation report as required under Section 
I.S.2.C and Section II.B.2.e.3 of our Title V Operating Permit #2700010003. This report is 
considered prompt notification as stated in Section II.B.2.e.3.d of our Operating Pennit. 

I certify based on information and belief formed after reasonable inquiry, the statements and 
information in the document are true, accurate and complete. 

Sincerely, 

b-ve;t:- w~ 
George W. Cross 
President & Chief Operations Officer and Responsible Official 

rA~laP:jmj 
cc: Saif Magri 

Blaine lpson 

*EPA Requ~st dated <;>ct 12, 2010, for lnforma~~on Pursua~t to Section .114 . Response #16 of 17 of Appendix B. · · -· ~ · · ,., · · -· · ··. ·. .-, ·:· :=.;., IP16·l·ot)OS30 



INTERMOUNTAIN POUJEA SERVICE CORPORATION 

November 3, 2010 

Ms. Cheryl Heying 
Division of Air Quality 
P.O. Box 144820 
Salt Lake City, Utah 84114;.4820 

Dear Ms. Heying.: 

Signed Statement. Deviation Report 
AmelJded Units One and Two Second Quarter 2009 

A$ required by 40 CFR $0A9a (f){g}, this sigoed:statement is being submitted for an amended 
Units One and Two Quarterly Report for the Second Quarter 2009. 

1. For any periods for which opacity, sulfur dioxide, or nitrogen oxidE! emission data are not 
available, changes were not made In the operation of the emission control system. 

2. The required continuous monitoring system calibration, span, and drift checks and other 
periodic audits have been performed as specified . 

3. The data used to show compliance was obtained in accordance with approved methods 
and procedures of Subpart Da and is representative of plant performance. 

4. The minimum data requirements have. been met. 

5. Compliance with the standards has been achieved during the reporting period. 

Under penalty of law, ~II information contained in the report is truthful and accurate, and is a 
complete record of all monitoring related events which occurred during the reporting period. 

This letter provides notice that this report -constitutes a deviation report as required under Section 
I.S.2.G and Section fi.B;2.e.3of our Title V Operating Permit #2700010003. This report is 
considered prompt notification as stated in Section ll.8.2.e.3.d of our Operatrng Permit. 

I certify based on Information and belief formed after reasonable inquiry, the statements and 
information in the document are true, accurate and complete. 

g;~~~ 
Jon A. Finlinson 

~
President & Chief Operations Officer and Responsible Official 

Pc_. 
~F/BP:jmj 

cc: Saif Magri 
Blaine lpson 

6fil1 West Grush W~liman Road, Deite. Utat; 134624 / Ta:e:;hcn<:•· ~4~J5) 364-44141 FAX <435) Be4·66 TO i Fcfp·f. (5870'00531 



State of Utah 
GARY It HERBERT 

fjov~I1!M' 

Department of 
Environmental Quality 

Amanda Smi!h 
Acting E.ucutivt Dit~r.tor 

DfVJSlON OP AIR QUAl.rrY 
Clleryl Heying 

Dirrctor 

GWC 
AIJ&rl.lrm 

August 19,2009 DAQC-943-09 
Site ID 10327 (B5) George W. Cross 

IPP 
850 W. Brush Well~n Rd. 
Delta. UT 84624-9546 

Dear Mr. Cross: 

Re: IPP- Second Quarter 2009- State Electronic Data Report (SEDR), Millard County -
AIRS # 027 00010 

Your SEDR was reviewed and appears to conform to the intent of Utah Administrative Code (UAC) R307-170. The Utah D ivision of Air Quality (DAQ) understands that the following conditions existed during . 
this reporting period. 

If you are in disagreement with these conclusions, notify the DAQ immediately. 

%Monitor Availability Excess Emissions Summary 
(Start-up/Shutdown Excluded) 

Source Channel Percent PercentQA Source Channel Hours Percent 
Availability Calibrations 

Unit 1 C02 99.08% 0.18% Unit 1 NOx 0.00 0 .00% 
Unit l C02 98.09% 0.25% Unit 1 Opacity 0.00 0.00% 
Unit 1 NOx 98.09% 0.25% Unit 1 S02 0.00 0.00% 
Unit 1 Opacity 98.11% 0.41% Unit2 NOx 0.00 0.00% 
Unit 1 S02 99.08% 0.18% Unit2 Opacity 0.00 0.00% 
Unit I S02 98.09% 0.25% Unit2 S02 0.00 0.00% 
Unit2 C02 98.47% 0.10% 

Unit2 C02 98.37% 0.15% 

Unit2 NOx 98.37% 0.15% 

Unit2 Opacity 99.54% 0.45% 

Unit2 S02 98.47% 0.10% 

Uni t 2 S0 2 98.37% 0.15% 

j Excess Emission Report- Hourly Summary 

150 North 1950 We•t • Salt uke City, UT 
Mailing Address: P.O. Bo.; 144820 • Sal1 Lake City, UT Mll4-4820 

Telephone (801) 5364000 • Fax (801)536-4099 • T.D.D. (801) 536-4414 
www.deq.u~nh.guv 

Prinred 0<1 100~ recycled p11per 

*EPA Request dated Oct 12, 201 O, for Information Pursuant to Section 114 . Response #1 i~tG ofdt¥(f~· 



DAQC-943-09 
Page2 

Source 

Unit 1 

Unit 1 

Unit J 

Unit2 

Unit2 

Unit2 

Channel 

NOx 

Opacity 

S02 

NOx 

Opacity 

S02 

Start up & Control 
Shutdown Equipment 

Problems 

0 0 

23.8 0 

0 0 

0 0 

24.7 ·0 

0 0 

CMS Performance Summary- Hourly SummaTy 

Source Channel Monitor Non-
Malfunction monitor 

Malfunction 
Unit 1 C02 5.00 0.00 

Uoitl C02 16.00 0.00 

Unit l NOx 16.00 0.00 

Unit 1 Opacity 24.00 0.00 

Unit 1 S02 5.00 0.00 

Unitl S02 16.00 0.00 

Unit2 C02 2.00 0.00 

Unit2 C02 4.00 0.00 

Unit2 NOx 4.00 0.00 

Unit2 Opacity 0.00 0.00 

Unit2 S02 2.00 0.00 

Unit2 S02 4.00 0.00 

Pollutant Concentration Monitor Outage During 
Exceeded Span of CEM Source Operation 

0.00 Hours 324.10 Hows 

Process Other Unknown Emission Limit 
Problems Known Causes 

Causes 

0 0 0 0.46 lblmmbtu - 30 DRA 
0 0 0 20%- 6min. 
0 0 0 0.13 8 lb/mmbtu- 30 DRA 
0 0 0 0.46 lblmmbtu - 30 DRA 
0 0 0 20%-6 min. 

0 0 0 0.138 lb/mmbtu- 30 DRA 

QA Other Unknown 
Calibrations Known Causes 

Causes. 

3.00 7.00 0.00 

4 .00 11 .00 0.00 

4.00 11.00 0.00 

6.70 0.00 0.00 

3.00 7.00 0.00 

4.00 11.00 0.00 

2.00 27.00 0.00 

3.00 26.00 0.00 

3.00 26.00 0.00 

9.20 0.20 0.00 

z:oo 27.00 0.00 

3.00 26.00 0.00 

Alternate CEM Modifications 
Sampling 

0.00 Hours 8.00 Events 

Your cooperation in this and all environmental matters is appreciated. If you have any questions regarding 
the Continuous Emissions Monitoring Program, contact Norman Erikson at (801) 536-4063. 

hi~'4; 
Rust)6ty.L 
Air Standards Branch 
Division of Air Quality 

RR:NAE:lk 

cc: Central Utah Health Department 

*EPA Request dated Oct 12,2010, for Information Pursuant to Section 114. Response #16 of 17 of Appendix B. 
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State or Uwh 
fiARY R. IIEIUlERf ' 

(;fJ\'"OitJI' 

CH~I10 Uf!I.L 
/ .J/'111 /1(/n/ (irii'((UIIT 

November 18. 2010 

Jon A. Finlinson 
IPP 

Department of 
Environmental Quality 

.·\mantla Smilh 
1-.:.n•t·trtirrOim:tw 

()!VISION OF .A.IR QliAUfY 
Cheryl Heying 

/)j,.,., fill 

850 W. Brush Wellman Rd. 
Delt<1. UT 84624-9546 

Dear Mr. Finlin!>on: 

JAF 
HOY JJ ZUlt 

D -1...59- 10 
ite lD 103<27 <BS 

Re: lPP- Amemletl Second QLmrtcr 2009- State Electronic Data Report tSEDR), Milhtrd County 
-AIRS# 027 00010 

Your SEDR was revkwed ~nd appears to conform to lhc intent nr Utah Administrative Code 
(lJAC) R307-l70. The Utah Division of Air Qu<tlity (DAQ) understands that the following 
condition~ exbtcd during this reporting period. 

Jf yott are. in disagrcemem with these conclusions. nmi!y the DAQ immediately. 

Stltii'~C 

Unit 1 

Unit ! 

Unit l 

l!nitl 

l 1nit I 

U1111 I 

\luit?. 

t!nit ~ 

l!nit 2 

Unit:Z 

Unit 2 

Unn ~ 

•r. M~>nitm t\vailahi!hy 1: \\'("~ Erni:-.~!1111~ Sumnwry 

Ch;1nncl 

C02 

em 
NO. 

OptCII ) 

S<J2 

SOl 

l'()2 

( ' 02 

NOx 

()palil)' 

sm 
S02 

i St:llt up/ShutdPWrl Excluul'd) 

Pcr<'cnt l'ct~:enl (),\ s .. urc\! Channel 
Avtil:~oil i ty C.1Nhr:uit1111> 

lJl) OM( 0.19'if l lni t 1 NOx. 

l)l; 06'~ 0.25'ii· Unit I Op:ll'it , 

91W6'A 0.!51", Onitl so~ 

98.!11N OA 1'A !.1nit 2 NO~ 

!)() 0(J<ff 0. 19'.~ ! 'nil 2 Opn.:ity 

'IX 0(1'A l.25'( l'n ll ~ S02 
'JS.4.'7 1ii n. JO'lt 

t)8Jrf 0 . J;i~"l 

IJS .. i7'1 0.1 y ,; 

()9 'i4'f 0.45')/ 

9!1.47'.'f 0. I 0'/( 

98.37•1, 0.15"( 

! •15 Norell I 'JSO w,.,l • ~<Ill L;c kd 'il y, t :'!' 
Yl;liling Adllrc•s, P 0 ij<>~ 1~4~211• S:rll lakd'il!'- l'T N4H4 --'I(Zit 

'fdcphnn<~ (!lOll :q(,.40!Wl •l'>t\ ii\IHJ 5.16 4()'J•J • ·r () () f~llll \H• .HJ-1 
>;It :~ d~' lj !l:r:fl-.. {i,U' 

l'riuln~ nn lf)u' :r 1\'t.'Y'-l<-\1 ~k•J~I 

Hours Pt'l"lCll l 

0.00 0 ()0'1-

noo ().()l)(4 

0.00 o.oo•: 
0.00 0.(}01} 

0.1)0 Otl!l"i 

ll.OO ll uo·;, 

IP16_000534-- ----



DAQC-1259-lO 
Page2 

Excess Emission Report - Hourly 
Sommnry 
Source Channel Srnrt up & 

ShUido" n 

Unit! NOx 0 

Unitl Opnc 1ty 23.8 

Unit! S02 0 

Uni l 2 NOx 0 

Unit 2 Op:td t) ~1.7 

Unil 2 S02 0 

Ct\·IS Performance Sllrnm•H)' - Hourly 
Summary 
Sour<:e Channel 1\ l<lnltt1r 

Contw l Pron:. ~ Othe1 
Equipmcm Prt,llcnl. .Kn wn 
Pr 1bl!lmN uu ·c 

0 0 0 

0 () 0 

0 0 0 

0 0 0 

0 0 0 

0 0 0 

N'l' ll ·monitm <JA Other 
Mi! lt'unl'linr' M lfurn:t i \11 Cn liht·u t ll)n~ Knnwn 

uu. c~ 

Unit I C02 :i.OO 0.00 3.00 7.00 
Unit I C02 16.00 0.00 4.00 ll.OO 
Unit I NOx 16()0 0.00 4.00 I 1.00 

Unit I Op:u.:i t ~ 24.00 0.00 6.70 0.00 

Unit l S02 5.!)(} 0.00 3.00 7 00 
Unit I S02 \{).00 0.00 4.00 I 1.00 

Unit 2 C02 2.00 0.00 2.00 27.00 
Uni t ~ C02 4.00 0.00 3.00 26.00 

Llull l NOx 4.1){) 0.00 1,00 26.00 

Unit 2 Op:wit )' 0.00 o.no 9.20 0 .20 

Unit 2 S02 2.011 000 2.00 27.00 
Unt t 2 so~ .. l_()() 0.00 .too 26.00 

P•.1llut:mt Concentwtion lV!(mitm Outage During .\ llc.rnnlc 
Exceeded Span of CEM S(lurcc Op~ratiun Su mpl ing 

l)f'){l H .. uf!\ :124.!0 IJ1)Urs OJlO H(lllrS 

Unknown Emiss ic n 
(',u~' l.itM 

0 0 .46 
ltJ/mmbtu -
JO D~r\ 

0 ~0 <:~ - 6 
f)! ln. 

0 O.I J& 
lb/mmbtu · 
.'0 DRI\ 

G 0.46 
lb/mrnbtu · 
30 URA 

(j :!0 '.i • f 
111111 . 

0 O.l.ll:\ 
11>/lnmhtu • 
~0 I >R1\ 

I J nkn1>w n 
ltU\c. 

0.00 

0.00 

tJ.OO 

(J.OO 

0.00 

0.00 

0.00 

0.00 

0.00 

OJX1 

0.00 

0.00 

CEM Mudili<.:<\tions 

S.OO Events 

IP16_000535 



D QC- 1 S9~ 10 
Page3 

Your coopet"alion in this and alf environmental matters is appreciated. If you have any questions 
regarding the Continuous Emissions Monitoring Program, contact Norman Eriks·on at (801) 536-
4063. 

R ty 
'omp tance Branch 

Division of Air Quality 

RR:NAE:Ik 

cc: CentraJ Utah Health Department 

IPt&_ooOS3& 



100 George W. C IPP 

110 Unit 1 

850 W Brush Della UT 846 027 00010 435-864-441 • Jon Christensen 

2 2009 1596 

200 Unit 1 

200 Unit 1 

200 Unit 1 

200 Unit 1 

200 Unit 1 

200 Unit 1 

220 Un~ 1 

220 Unit 1 

220 Unit1 

220 Un~ 1 

220 Un~ 1 

220 Unit 1 
220 Unit 1 

220 UnH 1 

220 Unil1 

220 UnH 1 

220 Unit1 

220 Un~ 1 

220 Un~ 1 

220 Unit 1 

220 Unit 1 

220 UnH 1 

220 Unil1 

220 un~ 1 

220 Unit 1 

220 Unit 1 

220 uno 1 

220 Unil 1 

220 Unit1 

220 Un~ 1 

220 UnH 1 

220 Unit 1 

220 UnH 1 

220 Unit 1 

220 Unit 1 

220 Unit 1 

220 Unit 1 

220 Unit 1 

220 Unit 1 

220 Unill 

220 Un~ 1 

220 Uni11 

220 Unit 1 
220 Unit 1 

220 Unit 1 

220 Unit 1 

220 Unill 
220 Unit 1 

220 Un~ 1 

220 Unit 1 

lnle1S02 TECO 43i 534613720 500 1000 11/27/2005 Scrubber Inlet 

Inlet C02 TECO 410i 834333318 20 4/6/2009 Scrubber Inlet 

Opacity Phoenix lnstr OPAC 20/20 OPAC-1203 

OutletS02 TECO 43i 534613714 

OutletNOx TECO 42i 534613722 

OulletC02 TECO 410i 834333319 

lnletS02 412512009 8:00 412612009 

lnletC02 

lnle1S02 

lnle1C02 

lnletS02 

lnletC02 

lnleLS02 

lnle1C02 

lnle1S02 

lnle1C02 

OutletS02 

Outle1NOx 

0utle1C02 

OutletS02 

OutletNOx 

OuUetC02 

OuUetS02 

OutletNOx 

OutletC02 

OutletS02 

OuUetNOx 

OuUetC02 

OulletS02 

OutletNOx 

OutletC02 

OutletS02 

OutletNOx 

Outle1C02 

OutletS02 

OutletNOx 

OutletC02 

OuttetS02 

OutletNOx 

OutlelC02 

OuUeiS02 

OutletNOx 

Outle1C02 

OuUetS02 

OulletNOx 

Outlet C02 

OutlelS02 

OutletNOx 

Outlet C02 

OutlelS02 

4126/2009 

412912009 

4/29/2009 

514/2009 

51412009 

S/512009 

5/5/2009 

5/17/2009 

5/17/2009 

4/26/2009 

4/26/2009 

4126/2009 

4/27/2009 

412712009 

4127/2009 

4/27/2009 

4127/2009 

4/2712009 

4/28/2009 

4126/2009 

4/26/2009 

4/213/2009 

4126/2009 

4/28/2009 

4126/2009 

4/28/2009 

4/28/2009 

S/2/2009 

S/2/2009 

512/2009 

5/412009 

5/412009 

5/412009 

51512009 

515/2009 

5/5/2009 

5/30/2009 

5/30/2009 

5/30/2009 

6125/2009 

6/26/2009 

6/26/2009 

6/26/2009 

8:00 4126/2009 

9:00 4129/2009 

9:00 4129/2009 

15:00 S/4/2009 

15:00 5/4/2009 

3:00 5/5/2009 

3:00 5/5/2009 

6:00 5/1712009 

6:00 5/17/2009 

13:00 4/26/2009 

13:00 4/26/2009 

13:00 4/26/2009 

9:00 4/27/2009 

9:00 4/27/2009 

9:00 4/27/2009 

17:00 4/27/2009 

17:00 4127/2009 

17:00 4127/2009 

2:00 4/28/2009 

2:00 4126/2009 

2:00 4/28/2009 

16:00 4/26/2009 

16:00 4/28/2009 

16:00 4/28/2009 

19:00 4/28/2009 

19:00 4/28/2009 

19:00 4/2812009 

2:00 5/2/2009 

2:00 5/2/2009 

2:00 5/2/2009 

2:00 5/4/2009 

2:00 5/412009 

2:00 514/2009 

18:00 5/5/2009 

18:00 5/S/2009 

18:00 5/5/2009 

2:00 5/30/2009 

2:00 5/30/2009 

2:00 5/30/2009 

2:00 6/26/2009 

2:00 6/26/2009 

2:00 6/26/2009 

6:00 6/26/2009 

100 

so 
500 

20 

9:00 

9:00 

12:00 

12:00 

16:00 

16:00 

8:00 

8:00 

11:00 

11:00 

14:00 

14:00 

14:00 

11 :00 

11 :00 

11 :00 

22:00 

22:00 

22:00 

6:00 

6:00 

6:00 

17:00 

17 00 

17:00 

23:00 

23:00 

23:00 

5:00 

5 00 

5:00 

5:00 

5:00 

5:00 

19:00 

19:00 

19:00 

4:00 

4:00 

4:00 

6:00 

6:00 

6:00 

7:00 

B/2712008 Scrubber Inlet 

, 000 11 128/2005 Stack 

1 000 11128/2005 Stack 

411512009 Stack 

724 724C N 

724 724C 

723 723A 

723 723A 

724 724C 

724 724C 

721 721E 

721 721E 

724 724C 

724 724C 

724 724C 

724 724C 

724 724C 

724 724C 

724 724C 

724 724C 

724 724C 

724 724C 

724 724C 

721 721E 

721 721E 

721 721 E 

724 724C 

724 724C 

724 724C 

723 723A 

723 723A 

723 723A 

721 721E 

721 721 E 

721 721E 

721 721E 

721 721E 

721 721E 

724 724C 

724 724C 

724 724C 

721 721E 

721 721E 

721 721E 

721 721E 

721 721E 

721 721E 

724 724C 

N 

N 

N 

N 

N 
y 

y 

N 

N 

N 

N 

N 
N 

N 

N 
N 

N 

N 
y 

N 

N 

N 

N 

N 

N 

N 

N 
y 

y 

N 
y 

y 

N 

N 

N 

N 
y 

y 

y 

y 

y 

N 

N 
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220 Unit1 
220 Un~ 1 

220 Un~ 1 

220 Unit 1 

220 Un~ 1 

220 UM 1 

220 Unn1 

220 Unit1 

220 Unit1 

220 Unit 1 

220 Unn 1 

220 Unil1 

220 Unit 1 

220 Unit 1 

220 Unil1 

220 Unit 1 

220 Unit 1 

220 Unit 1 

220 Unit 1 

220 Unit 1 

220 Unn 1 

220 unn 1 

220 Unit 1 

220 Unit 1 

220 Unit 1 

220 Unit1 

220 Unn 1 

220 Unn 1 

220 Unit 1 

220 Unit 1 

220 Unit 1 

220 Unit 1 

220 Unit 1 
220 unn 1 

220 Uni11 

220 Unit 1 

220 Uni11 

220 Unit 1 

220 Unit 1 

220 Unit 1 

220 Unit 1 

220 Unit 1 
220 Unit 1 

220 Unit 1 
220 Unit 1 

220 unn 1 

220 Unit 1 

220 Unit 1 

220 Unit 1 

220 Unn1 

220 Unit 1 

220 Unit 1 

OutletNOx 
OutletC02 

Opacity 

Opacity 

Opacity 
Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 
opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 
Opacity 

Opacity 

Opacity 
Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

6/26/2009 

6/26/2009 

4/25/2009 

4/26/2009 

4/27/2009 

4/28/2009 

4/29/2009 

4/30/2009 

5/1/2009 

512/2009 

5/3/2009 

5/4/2009 

5/5/2009 

5/6/2009 

5/7/2009 

5/8/2009 

5/9/2009 

5/10/2009 

5/11/2009 

5/12/2009 

5/13/2009 

5/14/2009 

5/15/2009 

5/16/2009 

5/17/2009 

5/18/2009 

5/18/2009 

5/19/2009 

5/20/2009 

5/21/2009 

5/22/2009 

5/23/2009 

5/24/2009 

5125/2009 

5/26/2009 

5/27/2009 

5/28/2009 

5/29/2009 

5/30/2009 

5/31/2009 

6/1/2009 

6/2/2009 

6/3/2009 

6/3/2009 

6/4/2009 

6/5/2009 

6/6/2009 

617/2009 

6/8/2009 

6/9/2009 

6/10/2009 

6/11/2009 

6:00 6/26/2009 

6:00 6/26/2009 

8:00 4/25/2009 

8:00 4/26/2009 

8:00 4/27/2009 

8:00 4/28/2009 

8:00 4/29/2009 

8:00 4130/2009 

8:00 5/1/2009 

8:00 5/2/2009 

8:00 5/3/2009 

8:00 5/4/2009 

8:00 51512009 

8:00 516/2009 

8:00 517/2009 

8:00 5/8/2009 

8:00 519/2009 

B:OO 5/10/2009 

8:00 5/11/2009 

8:00 5/12/2009 

8:00 511312009 

8:00 5114/2009 

8:00 5115/2009 

8:00 5/1612009 

8:00 511812009 

0:00 5/18/2009 

8:00 511812009 

8:00 5/1912009 

8:00 5/2012009 

8:00 5/2112009 

8:00 5/2212009 

8:00 512312009 

8:00 5/2412009 

8:00 5/2512009 

8:00 5/2612009 

8:00 512712009 

8:00 5128/2009 

8:00 5/29/2009 

8:00 5/3012009 

8:00 5/3112009 

8:00 6/112009 

8:00 6/212009 

6:00 61312009 

8:00 61312009 

6:00 6/4/2009 

6:00 6/512009 

6:00 6/612009 

6:00 617/2009 

6:00 618/2009 

5:00 61912009 

5:00 6110/2009 

5:00 6/1112009 

7:00 

7:00 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

0:00 

8:00 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

6:06 

6:06 

6:06 

6:06 

6:06 

6:06 

6:06 

6:06 

5:06 

5:06 

5:06 

724 724C 

724 724C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

721 721A 

721 721A 

723 723C 

723 723C 

723 723C 

123 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

N 

N 
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220 Unit 1 

220 Unit 1 

220 Unrt 1 

220 Unit 1 

220 Unit 1 
220 Unit 1 
220 Unrt 1 

220 Unil 1 

220 Unit 1 

220 Unit 1 

220 Unit 1 

220 Unit 1 

220 Unit 1 

220 Unit 1 

220 Unit 1 

220 Unrt 1 

220 Un~ 1 

220 Unrt 1 

220 Unrt 1 

240 Unit 1 

240 Unrt 1 

240 Unit 1 
240 Uni11 

250 Unit 1 

250 Unit 1 

250 Unil1 

250 Unit 1 

250 Unil 1 

260 Unit 1 
260 Unit 1 

260 Unit 1 
260 Unit 1 

260 Unit 1 

260 Unrt 1 

260 Unit 1 

260 Unrt 1 

260 Un~ 1 

260 Unrt 1 

260 unrt 1 

260 Unit 1 
260 Unrt 1 

260 Unit 1 

260 Unrt 1 

260 Unit 1 

270 Unit 1 

270 Unit 1 

270 Unit 1 

270 Unit 1 

270 Unit 1 

270 Unrt 1 

270 Unil1 

270 Unil1 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

ln\etC02 

Outlet C02 

\nletProbe 

Ou11e1Probe 

lnletS02 

lnleLC02 

OulletS02 

OutletNOx 

OutletC02 

lnletS02 

lnletC02 

lnletS02 

lnletS02 

lnletC02 

lnletS02 

OutletS02 

OutletNOx 

OutletC02 

OutletS02 

OutletNOx 

OutletS02 

OutletNOx 

OutletC02 

OutletS02 

OutletNOx 

OutletS02 

OulletNOx 

OutletC02 

OulletS02 

OuUetNOx 

OutletS02 

OulletNOx 

Outlet C02 

5:00 6/12/2009 

5:00 6/13/2009 

5:00 6/14/2009 

5:00 6/15/2009 

5:00 6/16/2009 

5:00 6/17/2009 

5:00 6/18/2009 

5:00 6/19/2009 

5:00 6/20/2009 

5:00 6/21/2009 

5:00 6/22/2009 

5:00 6/23/2009 

5:00 6/24/2009 

5:00 6/25/2009 

5:00 6/26/2009 

5:00 6/27/2009 

5:00 6/26/2009 

5:00 6/29/2009 

5:00 6/30/2009 

5:06 

5:06 

5:06 

5:06 

5:06 

5:06 

5 06 

5:06 

5:06 

5:06 

5:06 

5:06 

5:06 

5:06 

5:06 

5:06 

5:06 

5:06 

5:06 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

6/12/2009 

6/13/2009 

6/14/2009 

6/15/2009 

6/16/2009 

6/17/2009 

6/18/2009 

6/19/2009 

6/20/2009 

6/21/2009 

6/22/2009 

6/23/2009 

6/24/2009 

6/25/2009 

6/26/2009 

6/27/2009 

6/28/2009 

6/29/2009 

6/30/2009 

4/8/2009 y 

4/10/2009 y 

4/21/2009 y 

C02 analyzer was replaced, Seven day drift test and the linearity and cylinder gas audit was performed within 168 hours after the unit was on line. See attached seven day drift file u1_inletC02_7daytdrft. 

C02 analyzer was replaced. Seven day drift test and the linearity and cylinder gas audit was performed within 168 hours afler the unit was on line. See attached seven day drift file u1_outletC02_7daytdrft. 

The Inlet S1 sample conditioning system or the probe was replaced with a Perma Pure modei4P45XI SN4P04160904 dilution probe, 

4121/2009 Y The Outlet U1 sample conditioning system or the probe was replaced with a Perma Pure model4P45XI SN 4P04160903 dilution probe, 

Sn/2009 11/19/2008 6 lbs/mmbtu 1.498 1.497 0.68% Pass 

Sn/2009 11/19/2008 6 %C02 13.19 13.26 1.13% Pass 

5/8/2009 11/13/2008 6 lbs/mmbtu 0.12 0.111 9.73o/o Pass 

5/8/2009 11/13/2008 6 lbs/mmbtu 0.442 0.427 4.26% Pass 

5/812009 11/13/2008 6 %C02 12.49 12.1 3.92% Pass 

4/29/2009 1 CC86178 1/6/2010 P1 PPM 127 23 

4/29/2009 1 CC86178 1/8/2010 P1 PERCENT 5.51 

4/29/2009 1 CC246353 2/6/2010 P1 PPM 281.12 

4/29/2009 

4/29/2009 

4/29/2009 

4/26/2009 

4128/2009 

4/28/2009 

4/28/2009 

4/28/2009 

4/28/2009 

4/28/2009 

4/28/2009 

4/28/2009 

4/28/2009 

4/28/2009 Low 

4/28/2.009 Low 

4/28/2009 Low 

412812009 Low 

4/28/2009 Low 

4/28/2009 Mid 

4/26/2009 Mid 

4/28/2009 Mid 

2 CC246353 2/6/2010 P1 

2 CC131734 10/29/2010 Pl 

2 CC187334 4/2/2010 P1 

I CC2461 05 8/22/2010 P1 

1 CC2461 05 8/22/2010 P1 

1 CC2461 OS 8/22/2010 P1 

1 CC246353 2/6/2010 P1 

I CC246353 2/6/2010 P1 

2 CC131734 10/29/2010 P1 

2 CC131734 10/29/2010 P1 

2 CC131734 10/29/2010 P1 

2 CC187334 4/2/2010 P1 

2 CC187334 4/2/2010 P1 

CC2461 05 8/22/2010 P1 

CC2461 05 8/22/2010 P1 

CC2461 05 6/22/2010 P1 

CC246353 2/6/2010 P1 

CC246353 2/6/2010 P1 

CC131734 10/29/2010 P1 

CC131734 10/29/2010 P1 

CC131734 10/29/2010 P1 

PPM 

PERCENT 

PPM 

PPM 

PPM 

PERCENT 

PPM 

PPM 

PPM 

PPM 

PERCENT 

PPM 

PPM 

PPM 

PPM 

PERCENT 

PPM 

PPM 

PPM 

PPM 

PERCENT 

275.78 

11 57 

559,66 

11.94 

129.8 

5.28 

277 78 

277.32 

26.62 

274.45 

11 .13 

550.37 

546.21 

11 .94 

129.8 

5.28 

277.78 

277.32 

26.62 

274.45 

11.13 

126 

5.12 

276 

276 

11 .12 

554 

12.6 

126 

5.1 

276 

276 

27. 6 

278 

11.12 

554 

551 

12.6 

126 

5.1 

276 

276 

27.8 

275 

11.12 

0,98% p 

7.70% p 

1 66% p 

.. ().08% p 

4.08% p 

1.06% p 

-5 .26% p 

3.02% p 

3.59% p 

0,64% p 

·0 ,25% p 

·3.54% p 

-0.20% p 

011% p 

..0.66% p 

-0 87% p 

0.66 p 

3.02 p 

3.59 p 

0,64 p 

0.25 p 

3.54 p 

02P 

0.11 p 

LOW 

LOW 

HIGH 

LOW 

LOW 

HIGH 

LOW 

LOW 

LOW 

HIGH 

HIGH 

LOW 

LOW 

LOW 

HIGH 

HIGH 

LOW 

LOW 

LOW 

HIGH 

HIGH 

LOW 

LOW 

LOW 
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270 Unrt 1 

210 unn 1 

270 unn 1 

270 Unil1 

210 unn 1 

270 unn 1 

270 unn 1 

300 Unit 1 

300 Unitt 

300 Unitt 

300 unn 1 

300 Unk 1 

300 Un~ 1 

310 unn 1 

310 unn 1 

310 unn1 

400 Unit 1 

400 Unit 1 

400 Unit 1 

400 unn 1 

400 unn 1 

400 Unit 1 

400 unn 1 

400 Unil1 

400 Unit 1 

400 Unl1 

400 unn 1 

400 Unit 1 

400 Unit 1 

400 Unit 1 

400 unn 1 

40o unn 1 

400 Unit 1 

400 unn 1 

400 unn 1 

400 unn 1 

400 Unn 1 

400 Unit 1 

400 UM 1 

400 unn 1 

400 Unitt 

400 Unit 1 

400 Unit 1 

400 Unit 1 

400 Unitt 
400 Unit 1 

400 unn 1 

400 Unit 1 

400 Unit 1 

400 Unit 1 

400 Unit 1 

400 Unit 1 

OutlelS02 

OutletNOx 

OuUetS02 

OuUetNOx 
Ou1le1C02 

OutletS02 

OutletNOx 

lnletS02 

lnletC02 

Opacity 

OuUetS02 

OuUetNOx 

OoUetC02 

Opacity 

S02 

NOx 

4/25/2009 

4/25/2009 

4/25/2009 

4/25/2009 

4/25/2009 

4/25/2009 

4/25/2009 

4125/2009 

4/25/2009 

4/25/2009 

4/2512009 

4/25/2009 

4/25/2009 

4/2512009 

4/25/2009 

4/25/2009 

4/25/2009 

4125/2009 

4/25/2009 

4/25/2009 

4/25/2009 

4/25/2009 

4/25/2009 

4/25/2009 

4125/2009 

412512009 
4/2512009 

4/2512009 

4/25/2009 

4/25/2009 

4/25/2009 

4/25/2009 

4/25/2009 

4/25/2009 

4/25/2009 

4/25/2009 

4/28/2009 Mid 

4/28/2009 Mid 

4/28/2009 High 

4/28/2009 High 

4128/2009 High 

4128/2009 High 

CC187334 41212010 P1 

CC187334 412/2010 P1 

CC111230 10/9/2009 P1 

CC111230 10/9/2009 P1 

CC111230 10/9/2009 P1 

CC200320 10/27/2009 P1 

4/28/2009 High CC200320 10/27/2009 P 1 

23.8 

8:18 

8:24 

8;30 

8:36 

8:42 

8:48 

8;54 

9:00 

9:06 

9:12 

9:18 

9:24 

9:30 

9:36 

9:42 

9:48 

9:54 

10:00 

10:06 

10:12 

10:18 

10:24 

10;30 

10:36 

10:42 

10:48 

10:54 

11:00 

11:06 

11:12 

11 :18 

11:24 

11:30 

11:36 

11:42 

11:48 

0.94% 15 

0.94% 

1.92% 

1,94% 

1,94% 

1.94% 

1.49% 

0.00% 

0,00% 

44 

67 

67 

67 

68 

68 

68 

67 

66 

64 

63 

66 

65 

64 

64 

64 

64 

64 

64 

64 

64 

64 

64 

64 

64 

64 

64 

64 

64 

64 

64 

64 

64 

64 

64 

64 

15 

30.7 

31 

31 

31 

23.8 

0 

701 701A 

701 701A 

701 701A 

701 701A 

701 701A 

701 701A 

701 701A 

701 701A 

701 701A 

701 701A 

701 701A 

701 701A 

701 701A 

701 701A 

701 701A 

701 701A 

701 701A 

701 701A 

701 701A 

701 701A 

701 701A 

701 701A 

701 701A 

701 701A 

701 701A 

701 701A 

701 701A 

701 701A 

701 701A 

701 701A 

701 701A 

701 701A 

701 701A 

701 701A 

701 701A 

701 701A 

24 

18 

16 

16 

0 

0 

PPM 

PPM 

PPM 

PPM 

PERCENT 

PPM 

PPM 

3 

6.7 

550.37 

546.21 

40,37 

429 95 

18 73 

889 

89113 

7 

11 

11 

11 

554 

551 

41.4 

432 

18.73 

884 

886 

0 

0.66 p 
0,87 p 

2 48 p 

0.48 p 

0 p 

0 78 p 

1.2 p 

20% 6 min, 

0,138 lb/mmbtu 30 ORA 

0.46 lblmmbtu 30 ORA 

HIGH 

HIGH 

LOW 

LOW 

LOW 

HIGH 

HIGH 
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400 Unit 1 4125/2009 11:54 64 701 701A 

400 Unit 1 4/25/2009 12:00 64 701 701A 

400 Unit 1 412512009 12:06 64 701 7D1A 

400 Unit 1 4/2512009 12:12 64 701 701A 

400 Unit 1 4/2512009 12:18 64 701 701A 

400 Unit 1 412512009 12:24 64 701 701A 

400 Un~ 1 412512009 12:30 64 701 701A 

400 Unit 1 412512009 12:36 64 701 701A 

400 Unit 1 4/25/2009 12:42 64 701 701A 

400 Un~ 1 4/2512009 12:48 64 701 701A 

400 Un~ 1 4/2512009 12:54 64 701 701A 

400 Un~ 1 4/25/2009 13:00 64 701 701A 

400 uno 1 4/2512009 13:06 64 701 701A 

400 Unit1 4/25/2009 13:12 64 701 701A 

400 Unit 1 4/2512009 13:18 62 701 701A 

400 Und 1 412512009 13:24 62 701 701A 

400 Unit 1 4125/2009 13:30 62 701 701A 

400 Unit 1 4/25/2009 13;36 64 701 701A 

400 Unit 1 4/25/2009 13:42 64 701 701A 

400 Unit 1 412512009 13:48 64 701 701A 

400 Unit 1 4/2512009 13:54 64 701 701A 

400 Unit 1 412512009 14;00 64 701 701A 

400 Un~ 1 4/25/2009 14:06 64 701 701A 

400 un• 1 4/25/2009 14:12 64 701 701A 

400 Unit 1 4125/2009 14:18 64 701 701A 

400 un• 1 412512009 14:24 64 701 701A 

400 Uno 1 4/2512009 14:30 64 701 701A 

400 un• 1 412512009 14:36 65 701 701A 

400 Unit 1 4/2512009 14:42 65 701 701A 

400 Unit 1 412512009 14:48 65 701 701A 

400 Unit 1 4/25/2009 14:54 65 701 701A 

400 Unil1 4/25/2009 15:00 65 701 701A 

400 Und 1 412512009 15:06 65 701 701A 

400 Unit 1 4/2512009 15:12 65 701 701A 

400 Unit 1 4/2512009 15:18 65 701 701A 

400 Unit 1 4125/2009 15:24 65 701 701A 

400 Unll1 4/25/2009 15:30 64 701 701A 

400 Unil1 4/2512009 15:36 64 701 701A 

400 Uni11 412512009 15:42 64 701 701A 

400 Unit 1 4125/2009 15:48 64 701 701A 

400 Unit 1 4125/2009 15:54 64 701 701A 

400 Unit 1 412512009 16:00 64 701 701A 

400 Unit 1 4/25/2009 16;06 63 701 701A 

400 Unit 1 4/25/2009 16;12 63 701 701A 

400 Unit 1 412512009 18:18 63 701 701A 

400 Und 1 412512009 16:24 62 701 701A 

400 Unil 1 412512009 16:30 62 701 701A 

400 Unit 1 4125/2009 16:36 62 701 701A 

400 Unil1 412512009 16:42 63 701 701A 

400 Unill 412512009 16:48 63 701 701A 

400 Unit 1 412512009 16:54 63 701 701A 

400 un• 1 412512009 17:00 63 701 701A 
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400 Unit 1 4/25/2009 17:06 63 701 701A 
400 Un~ 1 4/25/2009 17:12 63 701 701A 
400 unn 1 4/25/2009 17:18 63 701 701A 
400 Unn 1 4/25/2009 17:24 63 701 701A 
400 Un~ 1 4/25/2009 17:30 63 701 701A 
400 Unil1 4/25/2009 17:36 63 701 701A 
400 Unit 1 4/25/2009 17:42 63 701 701A 
400 Unit 1 4/25/2009 17:48 63 701 701A 
400 Un~ 1 4/25/2009 17:54 54 701 701A 
400 Unil1 4/25/2009 18:00 63 701 701A 
400 Unit 1 4/25/2009 18:06 63 701 701A 
400 unn 1 4/25/2009 18:12 63 701 701A 
400 UM 1 4/25/2009 18:18 62 701 701A 
.WO Unit 1 4/25/2009 18:24 61 701 701A 
400 Unll1 4/25/2009 18:30 61 701 701A 
400 Un~ 1 4/25/2009 18:36 61 701 701A 
400 Unrt 1 4/25/2009 18:42 61 701 701A 
400 Un~ 1 4/25/2009 18:48 61 701 701A 
400 Unrt 1 4/25/2009 18:54 61 701 701A 
400 Unn 1 4125/2009 19:00 62 701 701A 
400 Uni 1 4125/2009 19:06 63 701 701A 
400 Unit 1 4125/2009 19:12 62 701 701A 
400 Uni11 412512009 19:18 63 701 701A 
400 Uni11 412512009 19:24 63 701 701A 
400 Unit 1 4/2512009 19:30 63 701 701A 
400 Unit 1 4/2512009 19:36 63 701 701A 
400 Unit 1 4/25/2009 19:42 62 701 701A 
400 Unil1 4/25/2009 19:48 62 701 701A 
400 Unil1 4/2512009 19:54 62 701 701A 
400 UM1 412512009 20:00 61 701 701A 
400 Un~ 1 41<5/2009 20:06 60 701 701A 
400 unn 1 4/25/2009 20:12 60 701 701A 
400 unn 1 4/25/2009 20:18 60 701 701A 
400 Unil1 4125/2009 20:24 60 701 701A 
400 Unit 1 4/25/2009 20:30 59 701 701A 
400 Unrt 1 4/2512009 20:36 59 701 701A 
400 unn 1 4/25/2009 20:42 59 701 701A 
400 Uni 1 412512009 20:48 59 701 701A 
400 Uni 1 4/25/2009 20:54 59 701 701A 
400 Unit 1 4/25/2009 21:00 59 701 701A 
400 Unit 1 4/25/2009 21:06 59 701 701A 
400 Unil1 4/25/2009 21:12 59 701 701A 
400 Unit 1 4/25/2009 21:18 59 701 701A 
400 Unil1 4/25/2009 21:24 59 701 701A 
400 Uni 1 4/ZS/2009 21:30 59 701 701A 
400 unn 1 4/2512009 21:36 59 701 701A 
400 Unit 1 4/25/2009 21:42 59 701 701A 
400 Unit 1 4/25/2009 21:48 59 701 701A 
400 Unit 1 4/25/2009 21:54 59 701 701A 
400 Unit 1 4/25/2009 22:00 59 701 701A 
400 Unn 1 4/25/2009 22:06 58 701 701A 
400 Un~ 1 4/25/2009 22:12 58 701 701A 
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400 Un~ 1 4/25/2009 22:18 59 701 701A 

400 Unit 1 4/25/2009 22:24 59 701 701A 

400 Unit 1 4/25/2009 22:30 59 701 701A 

400 Un~ 1 4/25/2009 22:36 60 701 701A 

400 Unit 1 4/25/2009 22:42 60 701 701A 

400 Unit 1 4/25/2009 22:48 60 701 701A 

400 Un~ 1 4/25/2009 22:54 60 701 701A 

400 Unit 1 412512009 23:00 60 701 701A 

400 Uno 1 412512009 23:06 60 701 701A 

400 Un~ 1 4/25/2009 23:12 60 701 701A 

400 Unit 1 4/2512009 23:18 60 701 701A 

400 Unit 1 4/2512009 23:24 61 701 701A 

400 Unit 1 4/25/2009 23:30 60 701 701A 

400 Un~ 1 4125/2009 23:36 61 701 701A 

40o Un~ 1 4/25/2009 23:42 62 701 701A 

400 Unit 1 4/25/2009 23:48 48 701 701A 

400 Unit 1 4/26/2009 5:48 62 701 701A 

400 Un~ 1 4/26/2009 5:54 62 701 701A 

400 Unit 1 4/26/2009 6:00 61 701 701A 

400 Unit 1 4/26/2009 6:06 61 701 701A 

400 Unit 1 4/26/2009 6:12 63 701 701A 

400 Unit 1 4/26/2009 6:18 64 701 701A 

400 Unil1 4/26/2009 6:24 64 701 701A 

400 Unil 1 4/26/2009 6:30 64 701 701A 

400 Un~ 1 4/2612009 6:36 64 701 7D1A 

400 Unit 1 4/2612009 6:42 64 701 701A 

.-oo Unit 1 4/26/2009 8:48 64 701 701A 

400 Un~ 1 4/26/2009 6:54 64 701 701A 

400 Unit 1 4/26/2009 7:00 64 701 701A 

400 Un~ 1 4/26/2009 7:06 64 701 701A 

400 Unit 1 4/28/2009 7:12 64 701 701A 

400 Unit 1 4/26/2009 7:18 65 701 701A 

400 Un~ 1 4/28/2009 7:24 66 701 701A 

400 Unit 1 4126/2009 7:30 66 701 701A 

400 Unit 1 4/26/2009 7:36 65 701 701A 

400 Un~ 1 4/26/2009 7:42 66 701 701A 

400 Unit 1 4126/2009 7:48 54 701 701A 

400 Un~ 1 4/26/2009 8:24 39 701 701A 

400 Un~ 1 4/26/2009 8:30 22 701 701A 

400 Unit 1 412612009 9:00 34 701 701A 

400 Unit 1 4/2612009 9:06 30 701 701A 

400 Unit 1 412612009 9:12 42 701 701A 

400 Un~ 1 4/26/2009 9:18 63 701 701A 

400 Un~ 1 4/26/2009 9:24 64 701 701A 

400 Unit 1 4/26/2009 9:30 66 701 701A 

400 Unit 1 4/26/2009 9:36 67 701 701A 

400 Unit 1 4/26/2009 9:42 67 701 701A 

400 Unit 1 4/26/2009 9:48 65 701 701A 

400 Untt 1 4/26/2009 9:54 28 701 701A 

400 Un~ 1 4/26/2009 13:36 48 701 701A 

400 Un~ 1 4/26/2009 13:42 33 701 701A 

400 Untt 1 4/26/2009 13:48 39 701 701A 
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400 Unit 1 4/26/2009 13:54 66 701 701A 

400 Uno 1 4/26/2009 14:00 66 701 701A 

400 Uno 1 4/26/2009 14:06 65 701 701A 

400 Unit 1 4/26/2009 14:12 66 701 701A 

400 Unit 1 4/26/2009 14:18 65 701 701A 

400 Unit 1 4/26/2009 14:24 65 701 701A 

400 Un~ 1 4/26/2009 14:30 65 701 701A 

400 Un~ 1 4/2612009 14:36 64 701 701A 

400 Unit 1 412612009 14:42 64 701 701A 

400 Un~ 1 4/26/2009 14:48 64 701 701A 

400 Un" 1 4/26/2009 14:5<4 64 701 701A 

400 Unit.1 4/26/2009 15:00 64 701 701A 

400 Unit 1 4/26/2009 15:06 64 701 701A 

400 Unit 1 4/26/2009 15:12 64 701 701A 

400 Unil1 4/26/2009 15:18 64 701 701A 

400 Unit 1 4/26/2009 15:24 64 701 701A 

400 Un~ 1 4/2612009 15:30 64 701 701A 

400 Unit 1 4/28/2009 15:36 63 701 7D1A 

400 Unit 1 4/26/2009 15:42 64 701 701A 

400 Un" 1 4/26/2009 15:48 62 701 701A 

400 Un" 1 4/26/2009 15:54 61 701 701A 

400 Un~ 1 4/26/2009 16:00 61 701 701A 

400 Un" 1 4/26/2009 16:06 60 701 701A 

400 Un" 1 4/26/2009 16:12 60 701 701A 

400 Unit 1 4126/2009 16:18 59 701 701A 

400 Unll 1 4126/2009 16:24 59 701 701A 

400 Un< 1 4126/2009 16:30 59 701 701A 

400 Unit 1 4/26/2009 16:36 58 701 701A 

400 Unit 1 4/26/2009 16:42 58 701 701A 

400 Unit 1 4/26/2009 16:48 58 701 701A 

400 Un" 1 4/26/2009 16:54 58 701 701A 

400 Unit 1 4/26/2009 17:00 59 701 701A 

400 Un" 1 4/26/2009 17:06 60 701 701A 

400 Unit 1 4126/2009 17:12 62 701 701A 

400 Un~ 1 4/28/2009 17:18 61 701 701A 

400 Un" 1 4/26/2009 17:24 63 701 701A 

400 Un~ 1 4/26/2009 17:30 63 701 701A 

400 Unit 1 4/26/2009 17:36 30 701 701A 

400 Unit 1 4/26/2009 18:30 30 701 701A 

400 Unit 1 4/26/2009 18:36 21 701 701A 

400 Unit 1 4/26/2009 18:42 23 701 701A 

400 Unit 1 4126/2009 18:48 26 701 701A 

400 Unit 1 4/26/2009 18:5<4 21 701 701A 

400 Unit 1 4/26/2009 19;00 24 701 701A 

400 Unit 1 4/26/2009 19:06 24 701 701A 

400 Unil1 4126/2009 19:12 21 701 701A 

411 UM 1 4/25/2009 0.07 94 

411 Un" 1 4/26/2009 0.07 94 

411 Unit 1 4/27/2009 0.07 94 

411 Unil1 4/2812009 0,07 94 

411 Unit 1 4/29/2009 0.07 94 

411 Unit 1 4130/2009 0.07 94 
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411 Un~ 1 S/1/2009 0_08 93 

411 uno1 512/2009 0.08 93 

411 uno1 S/3/2009 0.08 93 

411 Unft1 S/412009 0,08 93 

411 Unft 1 5/S/2009 0.08 93 

411 Unil1 5/6/2009 0.08 93 

411 Uni 1 $/7/2009 0.08 93 

411 Uni 1 S/812009 0.06 93 

411 Unit 1 S/9/2009 0,09 93 

411 Unft1 5/10/2009 0.09 93 

411 Unft 1 5/1112009 0.09 93 

411 Unft 1 5/12/2009 0.09 93 

411 Unit 1 S/13/2009 o.og 93 

411 Un~ 1 5/14/2009 0.09 93 

411 UnK1 5/15/2009 0,09 93 

411 Unft1 5/16/2009 0.09 93 

411 Unft1 5/1712009 0,09 93 

411 UM1 5/18/2009 0.09 93 

411 Un~ 1 5119/2009 0.09 93 

411 Unft1 5/20/2009 0,09 93 

411 Unft1 5121/2009 0.09 93 

411 Unft 1 5/2212009 0.09 93 

411 Un! 1 5/23/2009 0.09 93 

411 Uni 1 5124/2009 0 09 93 

411 Unft 1 5125/2009 0 09 93 

411 Unft 1 5/26(2009 0,09 93 

411 Unft1 5/2712009 0.09 93 

411 Un<1 5/26/2009 0.09 93 

411 Unft 1 5/2912009 0.1 92 

411 Unft 1 513012009 0,09 93 

411 Unl1 5/3112009 0.09 93 

411 UM1 6/1/2009 0.09 93 

411 Unit 1 612/2009 o.og 93 

411 Un~ 1 613/2009 0.09 93 

411 Un<1 6/412009 O.D9 93 

411 Unft 1 6/5/2009 0.09 93 

411 Unft1 6/612009 0.08 94 

411 Unit 1 61712009 0,08 94 

411 Unl1 6/612009 0.08 94 

411 UM1 6/912009 0.06 93 

411 Unit 1 6/10/2009 0.06 93 

411 Unit 1 6111/2009 0.06 93 

411 Un~ 1 6/12/2009 0.08 93 

411 uno1 8/13/2009 0.08 93 

411 Uni11 6114/2009 0.07 94 

411 un~ 1 6/1512009 0.07 94 

411 Unit 1 611812009 0.07 94 

411 Unft 1 6/17/2009 0,07 94 

411 Unil1 6/18/2009 0.07 94 

411 Unit 1 6/19/2009 0.07 94 

411 Unft1 6/20/2009 0.07 94 

411 Unll1 612112009 0,07 94 
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411 Un~ 1 6/22/2009 0 07 94 

411 Un~ 1 6/23/2009 O.o7 94 
411 Un~ 1 6/24/2009 0,07 94 

411 unn 1 6/25/2009 0,07 94 

411 Unit 1 6/26/2009 O.o7 94 
411 Un~ 1 6127/2009 0.07 94 
411 Unrt 1 612812009 0.07 94 

411 Unrt 1 6129/2009 0 07 94 

411 Unl1 6/30/2009 0,07 94 

421 Unl1 4/2512009 0,36 

421 Unl1 4/2612009 0.35 
421 Unh 1 412712009 0.35 

421 Unrt 1 4/2612009 0.35 

421 Unit 1 4/29/2009 0,36 

421 Unrt 1 4/30/2009 0,36 

421 unn 1 S/1/2009 0.36 

421 Unr11 5/2/2009 0,37 

421 Unrt 1 5/312009 0.37 
421 Unll1 5/4/2009 0.37 

421 Unit 1 S/S/2009 0,37 

421 Unrt 1 S/6/2009 0.38 

421 Unrt 1 517/2009 0.38 

421 Unrt 1 5/8/2009 0.38 

421 unn 1 5/9/2009 0.38 

421 Unl1 5110/2009 0 39 

421 Unrt 1 5111/2009 0.39 

421 Unrt 1 5112/2009 0.39 

421 Unrt 1 5/1312009 0.39 

421 Unrt 1 5/14/2009 0.39 

421 Unrt 1 5/15/2009 0.39 

421 Unil1 5/1612009 0,39 

421 Unrt 1 5/17/2009 0.39 

421 Unrt 1 5/18/2009 0.39 

421 Unit 1 S/19/2009 0.39 

421 Unit 1 5/20/2009 0.39 

421 unn 1 5/21/2009 0 39 

421 Unrt 1 5/2212009 0 39 

421 Untt 1 5/2312009 0,39 

421 Unrt 1 5124/2009 0.39 

421 Unit 1 5/2512009 0.39 

421 Unit 1 512612009 0,4 

421 Unit 1 512712009 0.4 

421 Unit 1 5128/2009 0.4 
-421 Unit 1 5/29/2009 0.4 

421 unn 1 5/30/2009 0,4 

421 Unit 1 5/3112009 0,4 

421 Unit 1 6/1/2009 0.4 
421 Unit 1 6/2/2009 0 39 

421 Unit 1 6/3/2009 0.3i 

421 unn 1 6/4/2009 0.39 
421 Untt 1 6/S/2009 0.39 

421 Untt 1 6/6/2009 0.39 
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421 Untt 1 

421 Untt 1 

421 Uno 1 

421 unrt1 

421 uno 1 

421 Unit 1 

421 Untt 1 

421 Uni 1 

421 Unit 1 

421 Unrt 1 

421 Unrt 1 

421 Unit 1 

421 Untt 1 

421 Unit 1 

421 Untt 1 

421 Unrt 1 

421 UnH 1 

421 Unit 1 

421 Unit 1 

421 Untt 1 

421 UnH 1 

421 Untt 1 

421 Unrt 1 

421 Untt 1 

500 Untt 1 

500 Un~ 1 

500 Un~ 1 

500 Unit 1 

500 Unrt1 

500 Unrt1 

500 Untt 1 

sao Unil1 
500 Untt 1 

500 Untt 1 

sao Unit 1 

500 Untt 1 

sao Unit 1 

500 Untt 1 

500 Unrt 1 

500 Unrt 1 

500 Untt 1 

510 Unit 1 

510 Un~1 

510 Unit 1 

510 Unit 1 

sao Unit 1 

110 Unit2 

200 Unit 2 

200 Unit 2 

200 uno 2 

200 Unit 2 

200 Unit 2 

6/712009 0,38 

6/8/2009 0.38 

6/9/2009 0,38 

6/10/2009 0,38 

6/11/2009 0.38 

6/12/2009 0.37 

6113/2009 0.37 

6/14/2009 0.37 

611512009 0.37 

6/1612009 0,36 

6/17/2009 0.37 

6/18/2009 0.37 

6/19/2009 0,36 

6/20/2009 0.36 

6/21/2009 0.36 

6/2212009 0.35 

6/23/2009 0.35 

6/24/2009 0.35 

6/25/2009 0.35 

6/2612009 0.35 

6127/2009 0.35 

6128/2009 0.35 

6/29/2009 0,35 

6130/2009 0.35 

lnle\S02 4/25/2009 724 726A 

lnle1C02 4125/2009 724 726A 

OUUe\S02 4/25/2009 724 726A 

OutJetNOx 4/2512009 724 726A 

OutJetC02 4/2512009 724 726A 

OuUetS02 4/27/2009 724 724C 

OuUetNOx 4/27/2009 724 724C 

OuUetC02 4/27/2009 724 724C 

OulletS02 4/2812009 721 721E 

OulletNOx 4/28/2009 721 72\E 

Ou11elC02 4/2812009 721 721E 

OutletS02 4/2812009 724 724C 

OutletNOx 4/28/2009 724 724C 

OutletC02 4/2812009 724 724C 

OutletS02 412812009 723 723A 

OutlelNOx 4/2812009 723 723A 

Outle1C02 4/2812009 723 723A 

S02 

S02 

502 

NOx 

YES 

1800 Bituminous 19-7, Carbon Dioxide-Based F Factor. Wet Basis 

1600 Bituminous 19-23, Control Device Removal Efftciency 

1800 Bituminous 1 g..z4, Compute aver~e Inlet rate, Formula used as required. 

1800 Bituminous 19-7, Carbon Dioxide-Based F Factor, Wet Basis 

YES YES YES 

2 2009 2026 

lnle1S02 TECO 43i 534613725 500 1000 11/27/2005 Scrubber Inlet 

lnle1C02 TECO 410i 834333317 20 4115/2009 Scrubber Inlet 

Opacity Phoenix OPAC 20/20 OPAC-1202 100 4/16/2008 Scrubber Inlet 

OutletS02 TECO 43i 534613716 so 1000 11/28/2005 Slack 

OutletNOx TECO 42i 534613723 500 1000 11128/2005 Stack 
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200 Unit 2 

220 Unrt 2 

220 Unrt 2 

220 Unit 2 

220 Unit 2 

220 Unrt 2 

220 Unit 2 

220 Unit 2 

220 Unn 2 

220 Unit 2 

220 Unn 2 

220 Unn 2 

220 Unrt 2 

220 Unit 2 

220 Unk 2 

220 Unn 2 

220 Unn 2 

220 Unit 2 

220 Unn 2 

220 Unit 2 

220 Unrt 2 

220 Unt2 

220 Unit 2 

220 Unit 2 

220 Unit 2 

220 unn 2 

220 Unil2 

220 unn 2 

220 Unit 2 

220 Unn 2 

220 Uni12 

220 Unit 2 

220 Unit 2 

220 Unit 2 

220 Unil2 

220 Unit 2 

220 Unil2 

220 UniC 2 

220 Unit2 

220 Unit 2 
220 Unit 2 

220 Unit 2 

220 Unit 2 
220 unn 2 

220 Unit 2 

220 Unil2 

220 Untl 2 
220 Unit 2 

220 Unil2 

220 Unit 2 

220 unn 2 

220 unn 2 

OutletC02 TECO 41 Oi 

lnletS02 4116/2009 

lnletC02 4/16/2009 

lnletS02 4/23/2009 

lnletC02 4123/2009 

lnletS02 4/2512009 

lnletC02 4125/2009 

lnletS02 

lnletC02 

lnletS02 

lnleLC02 

lnletS02 

lnleLC02 

lnleiS02 

lnleiC02 

lnletS02 

lnletC02 

lnletS02 

lnletC02 

lnletS02 

lnle1C02 

lntetS02 

lnletC02 

Outle1S02 

OutletNOx 

OutletC02 

OuUetS02 

OutletNOx 

OuUetC02 

Outle1S02 

OulletNOx 

OutletC02 

OutletS02 

OullelNOx 

OutletC02 

Outlet502 

OutletNOx 

OutletC02 

OutletS02 

OutletNOx 

Outlet C02 

Outlet502 

OutletNOx 

OutletC02 

OuUetS02 

OuUetNOx 

OuUetC02 

OutletS02 

OutletNOx 

OuUetC02 

Opacity 

Opacity 

4/28/2009 

4/28/2009 

4/29/2009 

4/29/2009 

4/29/2009 

4/2912009 

511/2009 

5/112009 

511 /2009 

5/1/2009 

5/1/2009 

5/112009 

5/15/2009 

5/1512009 

511612009 

5/16/2009 

4/12/2009 

4/12/2009 

4/12/2009 

4/12/2009 

4/1212009 

4/12/2009 

4/15/2009 

4115/2009 

4/15/2009 

4/24/2009 

4/24/2009 

4/24/2009 

4/26/2009 

4/2612009 

412612009 

4127/2009 

4127/2009 

4127/2009 

4/28/2009 

4128/2009 

4/28/2009 

4/28/2009 

4/2812009 

4128/2009 

515/2009 

5/5/2009 

5/512009 

4/112009 

4/2/2009 

834333320 

15:00 4/16/2009 

15:00 4/16/2009 

20:00 4/23/2009 

20:00 4/23/2009 

8:00 412512009 

8:00 4/25/2009 

9:00 4/28/2009 

9:00 4/28/2009 

13:00 412912009 

13:00 4/29/2009 

16:00 4/29/2009 

16:00 4/29/2009 

7:00 51112009 

7:00 5/1/2009 

10:00 5/1/2009 

10:00 5/1/2009 

18:00 5/1/2009 

18:00 5/1/2009 

3:00 5/15/2009 

3:00 5/15/2009 

9:00 5116/2009 

9:00 5/1612009 

4 :00 4/12/2009 

4:00 4/12/2009 

4:00 4/12/2009 

8:00 4112/2009 

8:00 4/12/2009 

8:00 4/12/2009 

7:00 4115/2009 

7:00 4/15/2009 

7:00 4/15/2009 

9:00 4/24/2009 

9:00 4/24/2009 

9:00 412412009 

11 :00 4126/2009 

11 :00 412612009 

11 :00 412612009 

13:00 4/27/2009 

13:00 4127/2009 

13:00 4127/2009 

14:00 4/2812009 

14:00 4/28/2009 

14:00 4/28/2009 

19:00 4/2812009 

19:00 4128/2009 

19:00 4/2812QQg 

18:00 5/5/2009 

18:00 5/5/2009 

18:00 5/5/2009 

8:00 411/2009 

8:00 4/2/2009 

20 

17:00 

17:00 

21:00 

21:00 

17:00 

17:00 

11:00 

11:00 

15:00 

15:00 

17:00 

17:00 

8:00 

8:00 

17:00 

17:00 

19:00 

19:00 

5:00 

5:00 

12:00 

12:00 

8:00 

8:00 

8:00 

9:00 

9:00 

9:00 

8:00 

8:00 

8:00 

20:00 

20:00 

20:00 

14:00 

14:00 

14:00 

21:00 

21:00 

21:00 

15:00 

15:00 

15:00 

22:00 

22:00 

22:00 

19:00 

19;00 

19:00 

8:06 

8:06 

4/15/2009 Stack 

724 724C N 

724 724C N 

724 724C N 

724 724C N 

724 7240 N 

724 7240 N 
724 724C 

724 724C 

723 723A 

723 723A 

724 724C 

724 724C 

724 724C 

724 724C 

724 724C 

724 724C 

724 724C 

724 724C 

721 7210 

721 7210 

724 724C 

724 724C 

721 721 c 
721 721C 

721 721C 

724 724C 

724 724C 

724 724C 

724 724A 

724 724A 

724 724A 

724 7240 

724 7240 

724 7240 

724 724C 

724 724C 

724 724C 

724 724C 

724 724C 

724 724C 

724 724C 

724 724C 

724 724C 

723 723A 

723 723A 

723 723A 

724 724C 

724 724C 

724 724C 

723 723C 

723 723C 

N 
N 
N 
N 
N 

N 
N 

N 

N 
N 

N 

N 

N 
N 
N 
N 
v 
v 
v 
N 
N 
N 
N 

N 
N 

N 

N 
N 

N 
N 

N 
N 
N 

N 
N 

N 
N 

N 

N 

N 

N 
N 

.N 
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220 Unit 2 

220 Unit 2 

220 Unil2 

220 Un~ 2 

220 uno 2 

220 Un~ 2 

220 Unil2 

220 un~ 2 

220 Unit2 

220 Un~2 

220 Uno 2 

220 Unit 2 

220 uno 2 

220 Unil2 

220 Unft 2 

220 Unit 2 

220 Unit 2 

220 UnO 

220 Unit 2 

220 Unn 2 

220 Unit 2 
220 Unit 2 

220 Uno 2 

220 UnO 

220 Unn 2 

220 uno 2 

220 Unit 2 

220 Uno 2 

220 Unit 2 
220 Unit 2 

220 unn 2 

220 Unit 2 

220 Unit 2 

220 Un~ 2 

220 Unit 2 

220 Un< 2 

220 Unit 2 

220 Unil. 2 

220 Unit2 

220 Unit 2 

220 Unit 2 

220 Unil2 

220 uno 2 

220 Unil2 

220 Uno 2 

220 Unft 2 

220 Unit 2 

220 Unit2 

220 Uno 2 

220 Uno 2 

220 Uno 2 

220 Unit 2 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 
Opacity 

Opacity 

Opacity 

Opacity 
Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opac:ity 

Opacity 

Opacity 

Opacity 
Opacity 
Opac:ity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 
Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 
Opacity 

Opacity 
Opacity 

Opacity 

Opacity 

4/3/2009 

4/412009 

4/512009 

41612009 

41712009 

418/2009 

419/2009 

4/10/2009 

411112009 

411212009 

411312009 

4/1412009 

4/14/2009 

4114/2009 

411512009 

4116/2009 

411712009 

411812009 

4/1912009 

412012009 

4/2112009 

4/22/2009 

4123/2009 

4/24/2009 

4/2512009 

4/2612009 

4/27/2009 

4/2812009 

4/2912009 

4130/2009 

511/2009 

512/2009 

513/2009 

5/4/2009 

5/5/2009 

51612009 

51712009 

51812009 

5/912009 

5/10/2009 

511112009 

511112009 

511212009 

5/13/2009 

5114/2009 

5115/2009 

511612009 

511712009 

5118/2009 

5/19/2009 

5/2012009 

5/2112009 

8:00 4/3/2009 

a:oo 4/4/2009 

8:00 4/5/2009 

8:00 416/2009 

8:00 41712009 

8:00 4/8/2009 

8:00 4/9/2009 

8:00 4110/2009 

8:00 4/11/2009 

8:00 4112/2009 

8:00 4113/2009 

8:00 4/14/2009 

12:30 4114/2009 

12:36 411412009 

8:00 4/15/2009 

8:00 4/16/2009 

8:00 411712009 

8:00 4/18/2009 

8:00 4/19/2009 

8:00 4/20/2009 

8:00 412112009 

8:00 412212009 

8:00 4123/2009 

8:00 4124/2009 

8:00 4125/2009 

8:00 4/26/2009 

8:00 4/27/2009 

8:00 4/28/2009 

8:00 4129/2009 

8:00 4130/2009 

8:00 511 /2009 

8:00 5/2/2009 

8:00 5/3/2009 

8:00 5/4/2009 

a:oo 515/2009 

8:00 516/2009 

6:00 5n/2009 

8 00 5/8/2009 

8:00 519/2009 

8:00 5110/2009 

8:00 5111/2009 

12:30 5/11/2009 

8:00 511212009 

8:00 5/13/2009 

8:00 5114/2009 

8:00 5/15/2009 

8:00 S/16/2009 

8:00 511712009 

8:00 5118/2009 

8 :DO 5/1 Q/2009 

8:00 5120/2009 

8:00 512112009 

8:08 

8:08 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

6:06 

8:06 

8:06 

8:06 

12:36 

12:42 

8:06 

8:06 

6:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

12:36 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

724 724C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

724 724C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 
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220 Unit2 

220 Unit 2 

220 Un~ 2 

220 Unit 2 

220 Un~ 2 

220 Unit 2 

220 un~ < 
220 Unit 2 

220 Un~ 2 

220 Unit 2 

220 Unit 2 

220 Unit 2 

220 Unil2 

220 Unit 2 

220 Uno 2 

220 Unit2 

220 Unit 2 

220 Unit2 

220 Uno 2 

220 Uno 2 

220 Unit2 

220 Unil2 

220 Unil2 

220 Unn 2 

220 Unit 2 
220 Un~ 2 

220 Unn 2 

220 Unit 2 

220 uno 2 
220 Unit 2 

220 Unn 2 

220 Unit 2 

220 Unit2 

220 Unit 2 

220 Unit2 

220 Unit 2 

220 Unit 2 

220 Unit2 

220 Un~ 2 

220 Unn 2 

240 Unit2 

240 Unil2 

240 Unn 2 

240 Unit2 

250 Unit 2 

250 Unit 2 

250 Unit 2 

250 Unit 2 
250 Unit 2 

260 Unit 2 

260 Unil2 

260 Uni12 

512212009 

512312009 

512412009 

512512009 

512612009 

512712009 

512812009 

5/29/2009 

5/3012009 

5/3112009 

61112009 

61212009 

61312009 

61412009 

61512009 

6/612009 

6f712009 

618/2009 

61912009 

6/1012009 

8:00 5/2212009 

8:00 512312009 

8:00 512412009 

8:00 51;!512009 

8:00 512612009 

8:00 5/27/2009 

8:00 5/2812009 

8:00 5129/2009 

8:00 5130/2009 

8:00 513112009 

8:00 6/1/2009 

8:00 6/2/2009 

6:00 6/3/2009 

6:00 6/4/2009 

6:00 6/5/2009 

6:00 616/2009 

6:00 6f712009 

6:00 6/8/2009 

5:00 61912009 

5:00 611012009 

5:00 611112009 

5:00 611212009 

5:00 611312009 

5:00 611412009 

5:00 6/15/2009 

5:00 6/1612009 

5:00 611712009 

5:00 611812009 

5:00 6/191;!009 

5:00 612012009 

5:00 612112009 

5:00 612212009 

5:00 6/2312009 

5:00 61;!412009 

5:00 612512009 

5:00 6/;!6/;!009 

5:00 612712009 

5:00 61;!812009 

5:00 612912009 

5:00 613012009 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

8:06 

6:06 

6:06 

6:06 

6:06 

6:06 

6:06 

5:06 

5:06 

5:06 

5:06 

5:06 

5:06 

5:06 

5:06 

5:06 

5:06 

5:06 

5:06 

5:06 

5:06 

5:06 

5:06 

5:06 

5:06 

5:06 

5:06 

5:06 

5:06 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

723 723C 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacily 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacily 

Opacity 

Opacity 

Opacily 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opacity 

Opac~ 

lnletC02 

OulletC02 

lnletProbe 

6/1112009 

6/1212009 

6/1312009 

61141;!009 

611512009 

611612009 

6/1712009 

611812009 

6/19/2009 

6/2012009 

61;!112009 

612212009 

6f.23/2009 

6/24/2009 

612512009 

6/2612009 

612712009 

612812009 

612912009 

6/30/2009 

411512009 y 

411512009 y 
412512009 y 

C02 analyzer was replacect. Seven day drift test and the linearity and cylinder gas auctit was performed within 168 hours. See attached seven day drift file u2_inletC02_7daytdrft. 

C02 analyzer was replaced. Seven ctay drift test and the linearity and cylinder gas audit was performed within 168 hours. See attached seven day drilt file u2_outletC02_7daytdrtt. 

The Inlet 52 sample conditioning system or the probe was replaced with a Perma Pure modei4P45XI SN4P04160902 dilution probe. 

OulletProbe 4/2412009 Y The Outlet U2 sample conditioning system or the probe was replaced with a Perma Pure modei4P45XI SN 4P04160901 dilution probe. 

lnlelS02 5/5/2009 11/2012008 6 lbs/mmblu 1,024 1.018 2.40% Pass 

lnlelC02 5/5/2009 11120/2008 6 %C02 13.03 13,63 4.70% Pass 

OulletS02 5/6/2009 11118/2008 6 lbslmmbtu 0.0913 0,0871 6.08% Pass 

516/;!009 1 111812008 6 lbs/mmbtu 

5/6/2009 11/18/2008 6 %C02 

0,375 0.358 

12.522 11.937 

5,27-% Pass 

6.02% Pass 

OulletNOx 

OutletC02 

lnleiS02 

lnletC02 

lnletS02 

4/29/2009 2 CC246353 2/6/2010 P1 PPM 

PERCENT 

PPM 

275.55 276 

412912009 2 CC131734 10/2912010 P1 11 ,27 11.12 
4/29/2009 2 CC187334 4/2/2010 P1 561.1 554 

-0,16% p 

131% p 

126% p 

LOW 

LOW 

HIGH 

IP16_000550 



260 Unit 2 

260 Unit 2 

260 Un« 2 

260 Uni12 

260 Unit 2 

260 Unit 2 

260 Unit 2 

260 Un« 2 

260 Unit 2 

260 Un«2 

270 Un« 2 

270 Unit 2 

270 Unit2 

270 Unit 2 

270 Unit 2 

270 Unit 2 

270 Unit2 

270 Unrt2 

270 Unit 2 

270 Unit 2 

270 Unit2 

210 Unit2 

270 Unit 2 
270 Unit 2 

270 Unit 2 

300 Unit 2 

300 Unit 2 

300 Unit2 

300 Unit 2 

300 Unit 2 

300 Unit 2 

310 Unil2 

310 Un« 2 

310Un«2 

400 Unit 2 
400 Unil2 

400 Unit 2 

400 Un~ 2 

400 Unrt 2 

400 Unit 2 

400 Unit2 

400 Unil2 

400 Unit 2 

400 Unit 2 

400 Unil2 

400 Unit 2 

400 Unil2 

400 Unil2 

400 Unit 2 

400 Unit 2 

400 Unrt 2 

400 Unit 2 

Oulle!S02 

OutlelNOx 

OulletC02 

OulletS02 

OulletNOx 

OutletS02 

OutletNOx 

OuUetC02 

OuUetS02 

OuttetNOx 

OudetS02 

OutletNOx 

OutletC02 

OutletS02 

OutletNOx 

Outle1S02 

OulletNOx 

Outle1C02 

OutletS02 

OutletNOx 

OutletS02 

OutletNOx 

OullelC02 

OutletS02 

OulletNO.x 

lnletS02 

ln~tC02 

Opacity 

OuUetS02 

OutletNOx 

OulletC02 

Opacity 
S02 

NOx 

4117/2009 

4/17/2009 

4117/2009 

4/17/2009 

4/17/2009 

4/17/2009 

4117/2009 

411712009 

4/17/2009 

4/17/2009 

4/17/2009 

4/17/2009 

411712009 

4/17/2009 

4/17/2009 

4/17/2009 

4/17/2009 

4/17/2009 

4/28/2009 

4/28/2009 

4/28/2009 

4128/2009 

4/28/2009 

4128/2009 

4/28/2009 

4/28/2009 

4/21l/2009 

4/28/2009 

41281200e Low 

4126/2009 Low 

4126/2009 Low 

4128/2009 Low 

4/28/2009 Low 

4/28/2009 Mid 

4/28/2009 Mi~ 

4/28/2009 Mi~ 

4/2812009 Mid 

4/28/2009 Mid 

4/28/2009 High 

4128/2009 High 

4/28/2009 High 

4/2812009 High 

I CC246105 8/22/2010 PI 

1 CC2461 05 8/22/2010 P1 

I CC246105 8122/2010 PI 

I CC246353 2/6/2010 PI 

I CC246353 2/6/2010 PI 

2 CC131734 10/28/2010 PI 
2 CCI31734 10/29/2010 PI 

2 CC131734 10/29/2010 Pl 

2 CCI87334 4/2/2010 PI 

2 CC187334 41212010 P1 

CC246105 8/2212010 PI 

CC246105 8/22/2010 PI 

CC246105 8/22/2010 PI 

CC246353 2/6/201 0 PI 

CC246353 2/6/2010 PI 

CCI31734 10/29/2010 PI 

CCI31734 10/29/2010 PI 

CCI31734 10/29/2010 PI 

CCI87334 4/2/2010 PI 

CCI87334 4/2/2010 PI 

CCII1230 1019/2009 PI 

CCIII230 10/9/2009 Pt 

CCIII230 10/9/2009 PI 

CC200320 10/27/2009 P1 

4/21l/2009 High CC200320 10/27/2009 P1 

24.7 

6;18 

6:24 

6 ;30 

6:36 

6:42 

6:48 

6:54 

7:00 

7:06 

7:12 

7:18 

7:24 

7:30 

7:36 

7:42 

7:48 

7:54 

8:06 

1.53% 31 2 

1.53% 

0.46% 

1.63% 

1.63o/o 

1.63% 

1.22% 

0.00% 

0.00% 

32 

64 

63 

63 

65 

66 

66 

66 

58 

56 

40 

32 

59 

62 

57 

35 

29 

39 

31 

9.4 

33 

33 

33 

24,7 

701 70IF 

701 70IF 

701 70IF 

701 70IF 

701 701F 

701 701F 

701 701F 

701 701F 

701 70IF 

701 701F 

701 701F 

701 70IF 

701 70IF 

701 70IF 

701 701F 

701 701F 

701 701F 

701 701F 

PPM 

PPM 

PERCENT 

PPM 

PPM 

PPM 

PPM 

PERCENT 

PPM 

PPM 

PPM 

PPM 

PERCENT 

PPM 

PPM 

PPM 

PPM 

PERCENT 

PPM 

PPM 

PPM 

PPM 

PERCENT 

PPM 

PPM 

9.2 

13 42 

129 16 

5,42 

276.26 

278 88 

27.92 

273.22 

1114 

552 28 

550_51 

13.42 

129 16 

5 42 

278 26 

276 88 

27.92 

273.22 

II 14 

552.28 

550.51 

41.01 

430,53 

18.85 

895.39 

897.23 

27 

27 

0 .2 

26 

26 

26 

12,6 

126 

5.1 

276 

278 

27 8 

275 

, 1 12 

554 

551 

12.6 

126 

5.1 

276 

278 

27,8 

275 

11.12 

554 

551 

414 
432 

18 73 

864 

886 

6~48% p 
2 51% p 

6.23% p 

0 ,82% p 

0.32% p 

0.43% p 

·0.65% p 

0,17% p 

.0.31% p 

-O.Q99k p 

0.82 p 

2 51 p 

0 32 p 

0 82 p 

0.32 p 

0.43 p 

0,65 p 

0.17 p 

0.31 p 

0,09 p 

0.95 p 

0,34 p 

0.65 p 

0.07 p 

0,53 p 

20% 6 min. 

0.138 lblmmbtu 30 ORA 

0.46 lblmmblu 30 ORA 

LOW 

LOW 

LOW 

HIGH 

HIGH 

LOW 

LOW 

LOW 

HIGH 

HIGH 

LOW 

LOW 

LOW 

HIGH 

HIGH 

LOW 

LOW 

LOW 

HIGH 

HIGH 

LOW 

LOW 

LOW 

HIGH 

HIGH 

IP16_000551 



400 Un~ 2 4/17/2009 8:12 54 701 701F 

400 Unil2 4/17/2009 8:18 55 701 701F 

400 UnR 2 4/17/2009 8:24 44 701 701F 

400 UnR 2 4/17/2009 8:30 47 701 701F 

400 uno 2 4/17/2009 8:36 58 701 701F 

400 uno 2 4/1712009 8:42 54 701 701F 

400 Uno 2 4/17/2009 8:48 40 701 701F 

400 Unil2 4/17/2009 8:54 36 701 701F 

400 Unh 2 4/1712009 9:00 30 701 701F 

400 Un~ 2 411712009 9:06 33 701 701F 

400 Un~ 2 411712009 9:12 29 701 701F 

400 Un~ 2 411712009 9:18 31 701 701F 

400 Un~ 2 411712009 9:24 33 701 701F 

400 Unrt 2 4117/2009 9:30 31 701 701F 

400 Unh 2 4117/2009 9:36 48 701 701F 

400 Uno 2 411712009 9:42 51 701 701F 

400 Unit 2 411712009 9:48 48 701 701F 

400 uno 2 4117/2009 i:54 30 701 701F 

400 Unrt 2 4/17/2009 10:00 41 701 701F 

400 Un~ 2 411712009 10:06 58 701 701F 

400 Uno 2 411712009 10:12 50 701 701F 

400 Unit 2 4/1712009 10:18 41 701 701F 

400 Unll2 4/1712009 10:24 40 701 701F 

400 Unit2 4/17/2009 10:30 31 701 701F 

400 Uno 2 4/17/2009 10:36 33 701 701F 

400 Uno 2 411712009 10:42 39 701 701F 

400 Unrt 2 411712009 10:48 37 701 701F 

400 Unrt 2 4/1712009 10:54 35 701 701F 

400 Uno 2 4/1712009 11:00 34 701 701F 

400 Uno 2 4/1712009 11:06 32 701 701F 

400 Uno 2 4/17/2009 11:12 34 701 701F 

400 Uno 2 4/17/2009 11:18 34 701 701F 

400 Uno2 4117/2009 11:24 29 701 701F 

400 un• 2 411712009 11:30 25 701 701F 

400 Unit 2 4/1712009 11:36 23 701 701F 

400 Uno 2 4/17/2009 11:42 23 701 701F 

400 Unil2 4/1712009 11:48 24 701 701F 

400 Unit2 4117/2009 11:54 23 701 701F 

400 Unrt 2 4/1712009 12:00 22 701 701F 

400 Unrt 2 4/17/2009 12:06 21 701 701F 

400 Unit 2 4/1712009 12:12 22 701 701F 

400 Unit 2 4/1712009 12:36 21 701 701F 

400 Unit 2 4117/2009 12:42 30 701 701F 

400 Unil2 4/17/2009 12:48 43 701 701F 

400 Unit 2 4/1712009 12:54 39 701 701F 

400 Un<Z 4/1712009 13:00 38 701 701F 

400 Unit2 4117/2009 13:06 21 701 701F 

400 Unlt2 4/18/2009 19:00 24 701 701G 

400 Unit2 4/18/2009 19:12 50 701 701G 

400 Unit2 4118/2009 19:18 55 701 701G 

400 Unit 2 4/18/2009 19:24 62 701 701G 

400 uno 2 4/18/2009 19:30 64 701 701G 

IP16_000552 



400 Unit 2 4/18/2009 19:36 65 701 701G 

400 Un~ 2 4/18/2009 19:42 67 701 701G 

400 Unit 2 4/1812009 19:48 67 701 701G 

400 Unil2 411812009 19:54 66 701 701G 

400 Un~ 2 4118/2009 20:00 67 701 701G 

400 Un~ 2 411812009 20:06 67 701 701G 

400 Uni12 411812009 20:12 67 701 701G 

400 Unit 2 411812009 20:18 67 701 701G 

400 Un~ 2 411812009 20:24 67 701 701G 

400 Unl2 411812009 20:30 66 701 701G 

400 Unit2 411812009 20;36 65 701 701G 

400 Unl2 4/1812009 20:42 65 701 701G 

400 Un~ 2 4/1812009 20:48 64 701 701G 

400 Unil2 4118/2009 20:54 63 701 701G 

400 Unit 2 4/18/2009 21 :00 62 701 701G 

400 Un~ 2 4118/2009 21:06 59 701 701G 

400 unn 2 411812009 21:12 61 701 701G 

400 Unit 2 4118/2009 21:18 66 701 701G 

400 unn 2 4/18/2009 21:24 65 701 701G 

400 Unit 2 411812009 21:30 65 701 701G 

400 unn 2 4/1812009 21:36 65 701 701G 

400 unn 2 411812009 21:42 65 701 701G 

400 Unit 2 4/18/2009 21:48 64 701 701G 

400 Un~ 2 4/1812009 21:54 64 701 701G 

400 un~ 2 4/1812009 22:00 64 701 701G 

400 Unn 2 4/1812009 22:06 64 701 701G 

400 Uni12 4118/2009 22:12 64 701 701G 

400 unn 2 411812009 22:18 64 701 701G 

400 Unit 2 4118/2009 22:24 64 701 701G 

4oo unn 2 4/1812009 22:30 64 701 701G 

400 Unit 2 4118/2009 22:36 64 701 701G 

400 Unit 2 411812009 22:42 64 701 701G 

400 Uni12 4/18/2009 22:48 64 701 701G 

400 unn 2 4118/2009 22:54 64 701 701G 

400 unn 2 4118/2009 23:00 64 701 701G 

400 Unit 2 4/16/2009 23:06 64 701 701G 

400 Unit2 4/1812009 23:12 64 701 701G 

400 Unit 2 4/18/2009 23:18 64 701 701G 

400 una 2 4/1812009 23:24 64 701 701G 

400 Unit 2 4/1812009 23:30 64 701 701G 

400 Unit 2 411812009 23:36 64 701 701G 

400 Unit 2 411812009 23:42 64 701 701G 

400 una2 4/1812009 23:48 64 701 701G 

400 Unit 2 411812009 23:54 64 701 701G 

400 Un< 2 4/1912009 0:00 64 701 701G 

400 Unit 2 411912009 0:06 64 701 701G 

400 unn 2 4/19/;1009 0:12 64 701 701G 

400 Unit 2 4119/2009 0:18 64 701 701G 

400 Uni12 411912009 0:24 63 701 701G 

400 Unit 2 4/19/2009 0:30 63 701 701G 

400 Unit 2 4/19/2009 0:36 63 701 701G 

400 Unit 2 4/19/2009 0:42 63 701 701G 

IP16_000553 



400 Unit2 411912009 0:48 63 701 701G 

400 Unil2 411912009 0:54 63 701 701G 

400 Unit 2 411912009 1:00 63 701 701G 

400 Unit 2 4/19/2009 1:06 64 701 701G 

400 Unit 2 411912009 1:12 64 701 701G 

400 Unil2 411912009 1:18 64 701 701G 

400 Unit 2 411912009 1:24 64 701 701G 

400 Unit 2 411912009 1:30 64 701 701G 

400 Un~ 2 411912009 1:36 64 701 701G 

400 Unit 2 411912009 1:42 64 701 701G 

400 Unit 2 411912009 1:48 63 701 701G 

400 Un~ 2 411912009 1:54 62 701 701G 

400 Unit 2 411912009 2:00 62 701 701G 

400 Un~ 2 411912009 2:06 61 701 701G 

400 Unit2 411912009 2:12 61 701 701G 

400 Unit 2 411912009 2:18 60 701 701G 

400 uno 2 411912009 2:24 59 701 701G 

400 Un~ 2 411912009 2:30 59 701 701G 

400 Unit 2 411912009 2:36 60 701 701G 

400 Un~ 2 411912009 2:42 59 701 701G 

400 Unit 2 411912009 2:48 59 701 701G 

400 Unit 2 411912009 2:54 59 701 701G 

400 Unit 2 411912009 3:00 59 701 701G 

400 Unit 2 411912009 3:06 59 701 701G 

400 Uni12 411912009 3:12 59 701 701G 

400 Unt 2 4/1912009 3:18 59 701 701G 

400 Un~ 2 411912009 3:24 59 701 701G 

400 UM2 411912009 3:30 60 701 701G 

400 Un~ 2 4/1912009 3:36 63 701 701G 

400 Unil2 411912009 3:42 64 701 701G 

400 Unit 2 411912009 3:48 64 701 701G 

400 Un~ 2 411912009 3:54 63 701 701G 

400 Unit 2 4119/2009 4:00 57 701 701G 

400 Unil2 612312009 9:54 27 701 7011 

400 Unit 2 612612009 13:12 23 701 701J 

400 Un~ 2 612812009 13:18 21 701 701J 

400 Unil2 6/28/2009 13:30 21 701 701J 

400 Unit 2 6/28/2009 13:48 57 701 7D1J 

400 Unjt 2 6/28/2009 13:54 50 701 701J 

400 Unit 2 6/2812009 14:00 67 701 701J 

400 UnU 2 612812009 14:06 67 701 701J 

400 Unit 2 612812009 14:12 67 701 701J 

400 Unit 2 612812009 14:18 fro 701 701J 

400 Unit 2 6/2812009 14:24 66 701 701J 

400 Unit 2 612812009 14:30 65 701 701J 

400 Unit 2 612812009 14:36 65 701 701J 

400 Unit 2 612812009 14:42 64 701 701J 

400 Unit 2 612812009 14:48 63 701 701J 

400 Unit 2 612812009 14:54 65 701 701J 

400 Unit 2 612812009 15:00 65 701 701J 

400 Unit 2 612812009 15:06 65 701 701J 

400 Unit 2 612812009 15:12 62 701 701J 

IP16_000554 



400 Unit 2 6/28/2009 15:18 62 701 701J 

400 Un~ 2 6/28/2009 15:24 62 701 701J 

400 Unit 2 6/2812009 15:30 62 701 701J 

400 Unit 2 6/2812009 15:36 62 701 701J 

400 Unit 2 6128/2009 15:42 62 701 701J 

400 Uni12 612812009 15:48 52 701 701J 

400 Unk 2 6/2812009 15:54 62 701 701J 

400 Un~ 2 6/28/2009 16:00 62 701 701J 

400 Unit 2 6/28/2009 16:06 62 701 701J 

400 Un~ 2 6/28/2009 16:12 62 701 701J 

400 Unit2 6/2812009 16:18 63 701 701J 

400 Unit 2 6/2812009 16:24 65 701 701J 

400 Unit 2 6/28/2009 16:30 66 701 701J 

400 Unit 2 6128/2009 16:36 66 701 701J 

400 Unk 2 6126/2009 16:42 66 701 701J 

400 Un~ 2 6/26/2009 16:48 66 701 701J 

400 unn 2 6/28/2009 16:54 66 701 701J 

40o unn 2 6/28/2009 17:00 66 701 701J 

400 Uni12 612812009 17:06 66 701 701J 

400 Un~2 612812009 17:12 66 701 701J 

400 Un~ 2 6/26/2009 17:18 66 701 701J 

-tOO Un~ 2 6/28/2009 17:24 66 701 701J 

400 Un~ 2 6/2812009 17:30 66 701 701J 

400 Un~ 2 6/2812009 17:36 66 701 701J 

400 Unit 2 6/2812009 17:42 66 701 701J 

400 Unit 2 6/2612009 17:46 66 701 701J 

400 UnU 6128/2009 17:54 66 701 701J 

400 Unit 2 6/2812009 18:00 66 701 701J 

400 Unt 2 612812009 18:06 66 701 701J 

400 Unit 2 612812009 18:12 66 701 701J 

400 Un~ 2 6/2812009 18:18 66 701 701J 

400 Unit 2 6128/2009 18:24 64 701 701J 

400 Un~ 2 6/28/2009 18:30 64 701 701J 

400 Unit2 6128/2009 18:36 64 701 701J 

400 Unil2 6126/2009 18:42 64 701 701J 

400 Un~ 2 6/28/2009 18:48 63 701 701J 

400 unn 2 6/2812009 18:54 63 701 701J 

400 Unit2 6/2812009 19:00 62 701 701J 

400 Uni12 6/2812009 19:06 62 701 701J 

400 Unn 2 6/2812009 19:12 62 701 701J 

400 Unit2 6128/2009 19:16 61 701 701J 

400 Unn 2 6/26/2009 19:24 61 701 701J 

400 unnz 6/2812009 19:30 61 701 701J 

400 Unit 2 6/28/2009 19:36 61 701 701J 

400 Unt2 6/28/2009 19:42 62 701 701J 

400 Unit 2 6128/2009 19:48 62 701 701J 

400 una 6/2812009 19:54 62 701 701J 

400 Unit2 6/28/2009 20:00 62 701 701J 

400 Unit 2 6/28/2009 20:06 61 701 701J 

400 un~ 2 6/28/2009 20:12 61 701 701J 

400 Un~ 2 6128/2009 20:18 62 701 701J 

400 Unit 2 6/28/2009 20:24 62 701 701J 

IP16_ 000555 



400 Unit 2 6128/2009 20:30 62 701 701J 

400 Unit2 612612009 20:36 62 701 701J 

400 Unit 2 612612009 20:42 62 701 701J 

400 Unit 2 6128/2009 20:48 61 701 701J 

400 Un~ 2 612612009 20:54 61 701 701J 

400 Uni12 612612009 21 :00 61 701 701J 

400 Unit 2 612612009 21 :06 60 701 701J 

400 Un~ 2 612612009 21 :12 59 701 701J 

400 Unit 2 612812009 21:18 59 701 701J 

400 Unit 2 612612009 21:24 59 701 701J 

400 Un~ 2 612812009 21:30 59 701 701J 

400 Unit 2 612812009 21 :36 58 701 701J 

400 Unit 2 6/2812009 21:42 58 701 701J 

400 Un~ 2 612612009 21 :48 58 701 701J 

400 Un~ 2 612812009 21 :S. 59 701 701J 

400 Unit 2 612812009 22:00 61 701 701J 

400 Untt 2 612612009 22:06 62 701 701J 

400 Un~ 2 612612009 22:12 44 701 701J 

400 Un~ 2 612612009 22:24 23 701 701J 

400 Unit 2 612612009 22:30 23 701 701J 

400 Un~ 2 612812009 22:48 28 701 701J 

411 Un~2 41112009 0.09 92 

411 Unit2 41212009 0.09 92 

411 Un~ 2 41312009 0.09 92 

411 Un~2 41412009 0 09 92 

411 Unit2 41512009 0.09 92 

411 Un~2 41612009 0,09 92 

411 Unit2 41712009 0 09 92 

411 Uni12 41612009 0.08 93 

411 Unit2 41912009 0.06 93 

411 Unk2 411012009 0.08 93 

411 Un~2 411112009 0.08 92 

411 Unit2 4112/2009 0.08 92 

411 Unit2 411312009 0.08 93 

411 Unit2 411412009 0.07 93 

411 Un~2 411512009 0.07 93 

411 Unit2 4/1612009 0.07 93 

411 Unit2 4117/2009 O.o7 93 

411 Uni12 4/1812009 O.o7 93 

411 Un~2 411812009 0.07 93 

411 Unit2 412012009 0.07 93 

411 Un~ 2 412112009 0.07 93 

411 Un~ 2 4122/2009 0.07 93 

411 Un~2 412312009 O.D7 93 

411 Unit 2 412412009 0.07 93 

411 Unit 2 412512009 0,07 93 

411 Un~2 412612009 O.o7 93 

411 Unit2 412712009 0,07 93 

411 Un~ 2 412812009 0.07 93 

411 Unil2 412912009 0.07 93 

411 Un~2 413012009 0.07 93 

411 Un~2 51112009 0.07 93 
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411 Unit 2 5/2/2009 0 07 93 
411 Unit 2 5/3/2009 0,07 93 

411 Unit2 5/4/2009 0.07 93 

411 Unil 2 5/5/2009 0 07 93 

411 Unn2 5/6/200Cl 0.07 93 

411 uno2 5ni2009 0.07 94 

411 UnR 2 5/8/2009 0.07 94 

411 UnR2 519/2009 0 07 94 

411 Unit2 5/10/2009 0 07 94 

411 Uno2 S/1112009 0.07 94 

411 unn 2 5112/2009 0,08 93 

411 UnR2 S/13/2009 0,08 93 

411 UnR 2 S/14/2009 0.08 93 

411 UnR2 S/15/2009 0,08 93 

411 Unll2 S/1612009 0,08 93 

411 UnR2 5/1712009 0.08 93 

411 Unit2 S/1812009 0.08 93 

411 unn2 5/19/2009 0.08 93 

411 Unft2 5/20/2009 0.08 94 

411 UnR2 S/2112009 0.08 94 

411 Uno 2 5122/2009 0 09 93 

411 Unit2 5/23/2009 0.09 93 

411 UnR2 5124/2009 0,09 93 

411 unn2 512512009 0 09 93 

411 UnR2 512612009 0.09 93 

411 unn2 5127/2009 0 .09 93 

411 Unit 2 5128/2009 0,09 93 

411 Unit2 5129/2009 0.09 93 

411 UnR2 5/30/2009 0.09 93 

411 Unit2 5131 /2009 0.09 93 

411 UnR2 6/112009 0,08 94 

411 Unrt2 6/2/2009 0.09 93 

411 Unll2 6/3/2009 0.09 93 

411 UnR 2 6/4/2009 0.09 93 

411 Unit2 6/5/2009 0,08 94 

411 Unft2 6/6/2009 0.08 94 

411 Unil2 6n/2009 0,08 94 

411 Unil2 6/8/2009 0.08 93 

411 Unil2 B/9/2009 0.08 93 

411 Uni12 6/10/2009 0,08 93 

411 Uni1:2 6111/2009 0.08 93 

411 Unft2 611212009 0.08 93 

411 Unit 2 611312009 0,08 93 

411 UnR2 6/14/2009 0.08 93 

411 Uni12 6/1512009 0.08 93 

411 Unit2 6/16/2009 0.08 93 

411 Unil2 6/17/2009 0,08 93 

411 Unit2 6118/2009 0,08 93 

411 Unil2 6119/2009 0.08 93 

411 Unil2 612012009 0.08 93 
411 Unit2 612112009 0,08 93 

411 Unil2 6/2212009 0.08 93 
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411 Unrt2 6/23/2009 0 07 94 

411 Un~2 6/2812009 0.07 94 

411 Unrt2 6/2912009 0.07 94 

411 Unrt2 6/3012009 0.07 94 

421 Unrt 2 41112009 0.34 

421 Unrt 2 41212009 0.34 

421 uno 2 41312009 0.34 

421 Unrt 2 41412009 0.34 

421 Uno 2 41512009 0.34 

421 Unrt 2 4/612009 0.34 
421 uno 2 4n12009 0.34 

421 Unrt 2 4/8/2009 0.34 

421 Uno2 4/912009 0.34 

421 Uno 2 4110/2009 0.35 

421 Unrt 2 4/1112009 0.34 

421 Unrt 2 4/1212009 0 ,34 

421 Unrt 2 4113/2009 0.34 

421 Unrt 2 4/14/2009 0.34 

421 Unit 2 4/1512009 0.34 
421 Unrt 2 411612009 0.34 

421 Unrt2 4/17/2009 0.34 

421 Unrt 2 411812009 0.34 

421 Uno 2 4119/2009 0.34 

421 Unrt 2 412012009 0.34 

421 Unrt 2 412112009 0,34 

421 Uno 2 412212009 0,34 

421 Unit 2 4/2312009 0.35 

421 Un~ 2 412412009 0,35 

421 Uni 2 4/2512009 0.35 

421 Unrt2 4/2612009 0.35 

421 Uno 2 4/2712009 0.35 

421 Una 2 412812009 0.35 

421 Unit2 412912009 0.35 

421 Unrt 2 4130/2009 0.35 

421 Unh 2 511/2009 0.35 

421 Unit 2 512/2009 0.35 

421 Unrt 2 51312009 0.35 

421 Unrt 2 5/4/2009 0.35 

421 Unrt2 51512009 0.35 

421 Unrt2 516/2009 0.35 

421 Uni\2 51712009 0.35 

421 Unit 2 5/812009 0.35 

421 Uno 2 519/2009 0.35 

421 Uni\2 511012009 0.35 

421 Unil2 511112009 0.35 

421 Uni 2 5/1212009 0.35 

421 Unrt 2 511312009 0.36 

421 Unrt2 511412009 0.36 

421 Unil 2 511512009 0.36 

421 Unit 2 511612009 0.36 

421 Unrt2 5117/2009 0.37 

421 Unrt2 511812009 0.37 
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421 Unn 2 5/19/2009 0,37 

421 unn 2 5/20/2009 0.37 

421 Unn 2 5/2112009 0.37 

421 UnR 2 5/22/2009 0.37 

421 UnR 2 5/23/2009 0.37 

421 Unn 2 5/24/2009 0,37 

421 Unn 2 5/25/2009 0.37 

421 UM 2 5/26/2009 0.37 

421 Unn 2 5127/2009 0.38 

421 Unn 2 5128/2009 0.38 

421 Un~ 2 5/2912009 0.38 

421 UnK2 5130/2009 0.38 

421 Unit2 5131/2009 0.38 

421 Unn2 6/1/2009 0.38 

421 Unit2 6/2/2009 0.37 

421 Unn 2 6/3/2009 0.38 

421 Unit 2 6/4/2009 0.38 

421 Unn 2 615/2009 0.38 

421 unn 2 6/6/2009 0 ,37 

421 Unn 2 617/2009 0.37 

421 Unn2 6/8/2009 0.37 

421 Unil2 6/9/2009 0.36 

421 UnR2 6/10/2009 0.36 

421 Un~ 2 611112009 0.36 

421 Un~ 2 6/12/2009 0.36 

421 Un~ 2 6113/2009 0.36 

421 Unit 2 6/14/2009 0.35 

421 Unit 2 6/15/2009 0,35 

421 Unit 2 6/16/2009 0,35 

421 Unn 2 6/17/2009 0.35 

421 uno 2 6/18/2009 0.35 

421 Unit 2 6/19/2009 0.35 

421 Unn 2 6/20/2009 0.35 

421 Unit2 6/21/2009 0.35 

421 Unit 2 6/22/2009 0,35 

421 Unit 2 6/23/2009 0.35 

421 Unit 2 6/28/2009 0.35 

421 Unit 2 6/29/2009 0.35 

421 Unit 2 6/30/2009 0.35 

SOD Unit 2 lnletS02 4/17/2009 724 726A 

500 Unit 2 lnle1C02 4/1712009 724 726A 

500 Unit 2 JnleiS02 4/18/2009 724 726A 

sao Unit2 lnletC02 4/18/2009 724 726A 

500 Unit 2 lnlelS02 4/25/2009 724 7240 

.sao Unit 2 lnlelC02 4/25/2009 724 7240 

sao Unrt 2 OulletS02 4/17/2009 724 726A 

500 Uni12 OutletNOx 4/17/2009 724 726A 

sao Unil2 OuUetC02 4/17/2009 724 726A 

500 Unit 2 Oulle1S02 4/18/2009 724 726A 

500 Unn 2 OuUelNOx 4/18/2009 724 726A 

sao Unil2 OuUetC02 4/18/2009 724 726A 

500 unn 2 OuUetS02 4/24/2009 724 7240 
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500 Unit 2 

500 Unit2 

500 Unil 2 

500 Unit 2 

sao Unit 2 

500 Unn 2 

500 Uno 2 

500 Unit 2 

sao Unit 2 

500 Unit 2 

5oo uno 2 
soo Unit2 

sao Unit2 

510 Unit 2 

510 Uno 2 

510 Unit2 

510 Unit 2 

600 Unit 2 

OutletNOx 

OutletC02 

OulletS02 

OuUetNOx 

OutletC02 

lnletS02 

lnletC02 

OutletS02 

OutletNOx 

OuUelC02 

OutletS02 

OulletNOx 

OutlelC02 

S02 

S02 

S02 

NOx 

YES 

4/24/2009 724 724D 

4/24/2009 724 724D 

412712009 724 724C 

4/2712009 724 724C 

4/27/2009 724 724C 

5/1/2009 724 724C 

5/112009 724 724C 

6/23/2009 724 726A 

6/23/2009 724 726A 

6/23/2009 724 726A 

6/28/2009 724 726A 

6/28/2009 724 726A 

6/28/2009 724 726A 

1800 Bit1,1minous 19-7, Carbon Dioxide-Based F Factor. Wet Basis 

1800 Bituminous 19-23, Control Device Removal Efficiency 

1800 Bituminous 19-24. Compute average Inlet rate. Formula used as required. 

1800 Bituminous 19-7, Carbon Dioxide-Based F Factor, Wet Basis 

YES YES YES 

700 701 Startup/Shutdown 

700 702 Control Equipment Problems 

700 703 Process Problems 

700 704 Other Know Causes 

700 705 Unknown Causes 

700 706 Soot Blowing 

700 707 Fuel Problems 

720 721 Monitor Equipment Malfunction 

720 722 Non-monitor Equipment Malfunction 

720 723 QA Calibrations 

720 724 Other Known Causes 

720 72S Unknown Causes 

730 701 701A Unit One began start-up aclivities after a scheduled outage. The baghouse was placed in service when temperature and fuel oil ratio permits were met. 

730 

730 

730 

730 

730 

730 

730 

730 

730 

730 

730 
730 

730 

730 

730 

730 

730 

730 

730 

730 

730 

701 7018 

701 701C 

701 701D 

701 701E 

701 701F 

701 701G 

701 701H 

701 7011 

701 701J 

702 702A 

702 7028 

702 702C 

702 702D 

702 702E 

702 702F 

702 702G 

702 702H 

704 704A 

704 7048 

704 704C 

704 704D 

Unit One came off-line due to an operational faull of the generator protection circuit. The bag house was placed in service when temperature and fuel oil ratio permits were met. 

Unit Two began start-up activities after a scheduled outage. The baghouse was placed in service when temperature and fuel oil ratio permits were met. 

Unil One began shut down activities ror a scheduled outage. 

Unit One began start-up activities after repair of a boiler tube leak. The baghouse was placed in service when temperature and fuel oil ratio permits were met. 

Unit Two came off-fine to repair a boiler tube leak. 

Unit Two began start-up activities an.er repair or a boiler tube leak. The bag house was placed in service when temperature and fuel oil ratio permits were met. 

Unit Two began start-up activities after a trip caused by a faulty transmitter associated with the B-boiler feed pump turbine. The bag house was placed in service when temperature and fuel oil ratio permits were met. 

Unit Two came offline due to a generator ground fault. 

Unit Two began start-up activities after repair was completed to the generator breaker The baghouse was placed in service when temperature and fuel oil ratio permits were met. 

Baghouse casing bypassed due to a false LOW outlet temperature alarm. The problem corrected itself and the casing was returned to service. 

Baghouse casing bypassed due to a PC-CPU failure. A loose communication wire connection was found and lightened. Bag house casing was returned to service. 

Baghouse casing bypassed due to bad communication lap and cable. The parts were replaced and the bag house casing was returned to service. 

Baghouse casing bypassed due to a blown fuse. The fuse was replaced and the casing returned to service, 

Baghouse casing bypassed due to a false PC-CPU failure (glitch). The casing was returned to sevice. 

Baghouse casings A.B and C bypassed on loss of plant air pressure. Air pressure was restored and casings returned to service. 

Baghouse casing bypassed due to a high differential pressure alarm. The casing was returned to service. 

Bag house casing bypassed due to a bypass damper limit switch problem, The was problem fixed. The casing was returned to service. 

A Baghouse casing was bypassed for particulate testing. A variance was granted by the Utah Air Quality Board to conduct testing for CAM plan~ The bag house was returned to normal after testing was completed. 

The excess opacity was due to another ID ran being started. During the start-up ash had settled in the off-line 10 fan duct and was disturbed when the fan was started. 

Bag house casings B & C bypassed on High Temperature due to a failure of 1 B Secondal)' Air Heater. The air heater was repaired and the casings were returned to service. 

Baghouse casings A & 8 & C bypassed due to low temperature and fuel oil ratio >1 0%, low load conditions. transmission line trouble The bag house casing was returned to service when temperature and fuel oil ratio permits were met. 
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730 705 705A 

730 705 7058 

730 706 706A 

730 707 707A 

730 721 721A 

730 721 721B 

730 721 721C 

730 721 721D 

730 721 721E 

730 722 722A 

730 722 722B 

730 723 723A 

730 723 723B 

730 723 723C 

730 723 723D 

730 723 723E 

730 724 724A 

730 724 7248 

730 724 724C 

730 724 724D 

730 725 725A 

730 724 726A 

Bughouse casing bypassed due to unknown reasons. The casing was placed back in service. 

The cause of the excess opacity is unknown, 

The system did not perform a daily opacity calibration because of an Vo malfunction data collected but invalid for 24 hours. 

U1 stack part 75 flow monitor calibration ooc. System repaired calibrated and returned to service. 

The system daily calibration was out of control due to the zero range vslve staying on during mid and high range span checks. Corrected problem and recalibrated no adjustments made. 

System down due to the calibration out of control. The performance NOX analyzer was calibrated 502 and C02 not out of control. 

System down due to calibratjon out of control. Partial pluggage of the d~ution orifice or the eductor. The ~uggage was cleared and the system was calibrated. Found that filters needed to be instaUed in the dilution air supply. 

U1 system weot into timeshare mode due to U2 part 75 now monitor malfuntion • The sytem was repaired and calibratOO and returned to service. 

U1 stack part 75 now monitor calibration ooc. System repaired calibratOO and returned to service. 

auarterty linearity/CGA testing. 

Opaci\y monilor annual audit with UDAO. 

Daily Op.icity Calibration Check. 

Opacity monitcroffstack. Maintenance and calibration. Field audit. 

System calibration. 

C02 analyzer replaced with Thermo Environmental Instruments TECO 41 Oi, 

Emissions data excluded from the calculation of averaged emissions due to NBOD~ 

Routine Maintenance. 

The probe sample conditioning system rep~ced. 

S2 opacity data not coUected for period cause unknown rest or monitoring system was in maintenance possible computer glitch. 

Partial boiler operating day less than , 8 hours of operation less than 18 hours of data collection. 
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